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Certificate of Compliance

Item Tested:

Model:

No. of Samples Tested:

Relevant Specification
used as Basis of Tests:

Pre-production samples of a 13A unswitched fused
connection unit with an incorporated residual current
device, rated at 230V, 13A, with a rated tripping
current of 30mA

(Ki;owrcojhlo%dl Poéﬁ‘ UCH).

32 samples

BS 5733 : 1995 (Amd 1) and relevant parts of
BS 7288 : 1990 (Amd 1)

This is to certify that, on the basis of the tests undertaken, the samples of the above item
are considered to comply with the above standard.

Signed:...}k’)..:..&\:i\.g_@m

N A Jones

Date of test: 11 September 2001

Certifying Officer . . Date of issue: 9 October 2001
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