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Introduction to the manual

Contents of this chapter
This chapter gives basic information on the manual.

Applicability
The manual is applicable to ACS880-604LC 3-phase brake modules intended for
user-defined cabinet installations.

Safety instructions
Obey all safety instructions delivered with the drive.

• Read the complete safety instructions before you install, commission, use or
service the drive. The complete safety instructions are given in ACS880
liquid-cooled multidrive cabinets and modules safety instructions
(3AXD50000048633 [English]).

• Read the software-function-specific warnings and notes before changing the
default settingsof a function. For each function, thewarnings andnotes aregiven
in the section describing the related user-adjustable parameters.

• Read the task-specific safety instructionsbefore starting the task. See the section
describing the task.

Target audience
This manual is intended for people who plan the installation, install, commission and
domaintenance work on the drive, or create instructions for the end user of the drive
concerning the installation and maintenance of the drive.

1
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Read the manual before you work on the drive. You are expected to know the
fundamentals of electricity, wiring, electrical components and electrical schematic
symbols.

Categorization by frame size and option code
Some descriptions, instructions, technical data and dimensional drawings which
concern only certain brake units are marked with the symbol of the frame size such
as 4×R8i. The marking derives from the quantity and basic construction of the brake
chopper modules that form the brake unit. For example, frame size 2×R8i indicates
that the brake unit consists of two frame size R8i brake chopper modules connected
in parallel.

The framesize ismarkedon the typedesignation labels. The framesize of eachmodule
is also shown in the technical data.

The instructions and technical datawhich concern only certain optional selections are
marked with option codes (such as +D151). The options included in the drive can be
identified from the option codes on the type designation label.

Use of component designations
Somedevice names in themanual include the component designation in brackets (for
example, [Q20]). This will help you to identify the components in the circuit diagrams
of the drive.

Related documents
You can find manuals on the Internet. See below for the relevant code/link. For more
documentation, go to www.abb.com/drives/documents.

Manuals for ACS880 multidrives modules

Terms and abbreviations

DescriptionTerm

Type of control boardBCON
Type of control unitBCU
Module internal power supply boardBDPS
Conducts the surplus energy from the intermediate circuit of the drive to the
brake resistorwhennecessary. The chopper operateswhen theDC link voltage
exceeds a certainmaximum limit. The voltage rise is typically causedbydecel-
eration (braking) of a high inertia motor.

Brake chopper

Brake chopper enclosed in a metal frame or housing. Intended for cabinet in-
stallation.

Brake chopper module

Dissipates the drive surplus braking energy conducted by the brake chopper
to heat

Brake resistor

Brake choppermodules and thenecessary auxiliary equipment, suchas control
electronics, fusing and cabling

Brake unit
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DescriptionTerm

I/O module for controlling cooling fansCIO
The part in which the control program runs.Control unit
One section of a cabinet-installed drive. A cubicle is typically behind a door of
its own.

Cubicle

DC circuit betweenDC link
Frequency converter for controlling AC motorsDrive
Electromagnetic compatibilityEMC
Physical size of the drive or power moduleFrame, frame size
DC circuit between rectifier and inverterIntermediate circuit
Invertermodule(s) under control of one control unit, and related components.
One inverter unit typically controls one motor.

Inverter unit

Drive for controlling several motors which are typically coupled to the same
machinery. Includes one supply unit, and one or several inverter units.

Multidrive

In the drive control program, user-adjustable operation instruction to the
drive, or signal measured or calculated by the drive.
In some (for example fieldbus) contexts, a value that can be accessed as an
object. For example, variable, constant, or signal.

Parameter

Supply module(s) under control of one control unit, and related components.Supply unit
Type of memory unit, attached to the control unitZMU
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Operation principle and hardware
description

Contents of this chapter
This chapter describes the operation principle and construction of a liquid-cooled
brake unit that consists of ACS880-604LC modules and related components.

Product overview
TheACS880-604LC is a liquid-cooledbrakeunit asmodules. Thebrakeunit asmodules
range contains components for building the brake unit(s) to be used in a commonDC
bus system drive. The brake unit as modules includes a brake chopper module or
several parallel-connected brake chopper modules. The brake chopper module is
actually a three-phase invertermodule (ACS880-104LC) that is connectedandcontrolled
in a particularway: the input of themodule is connected to theDCbus – like in inverter
use – but each output phase connects to a resistor of its own.

Operation principle
The brake chopper handles the extra energy generated by motor during a quick
deceleration. Theextraenergy increases thedriveDC link voltage. Thechopper connects
the brake resistor to theDC linkwhenever the voltage is greater than the limit defined
by the control program. Energy consumptionby the resistor losses lowers the voltage
until the resistor can be disconnected.

When is resistor braking necessary?
Resistor braking is necessary for high capacity braking of the motor and machinery
if a regenerative drive cannot be used.

2
Operation principle and hardware description 15



Overview diagram of the drive system
This diagram shows an example of amultidrive. The supply unit connects the drive to
theACsupply network. It converts theACvoltage intoDC. TheDCvoltage is distributed
through the DC bus to all inverter units and optional brake units. The inverter unit
converts the DC back to AC that rotates themotor. The brake unit (optional) conveys
energy to brake resistors whenever needed.

1

3

4

6

5

8 8

7

9

10

12

1113

7

2

A
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Incoming unitA

Supply unitB

Inverter unitC

Brake unit (optional)D

AC supply1

Main breaker, or main contactor and main switch-disconnector2

Input (AC) fuses3

Supply module4

DC bus5

Supply and inverter module DC fuses6

DC switch/disconnector (optional)7

Inverter modules8

Brake chopper fuses9

3-phase brake chopper module (optional)10

Brake resistors (optional or acquired by user)11

Fuses for the brake resistors12

Motor(s) (acquired by user)13
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Cooling system
Thebrakemodule has an internal air-to-liquid heat exchanger. Another heat exchanger
is mounted below the module. A cooling fan forces air through the external heat
exchanger and the module, circulating the air inside the cubicle.

See Internal cooling circuit (Page 101).

Brake module hardware

￭ General
A brake unit contains one or more 3-phase brake chopper modules connected in
parallel, together with the necessary auxiliary equipment such as control electronics,
fusing and cabling. All brake modules have coated circuit boards as standard.

The output connection is via a quick connector at the back of themodule that couples
when themodule is inserted into the cubicle. Eachparallel-connectedmodule is cabled
separately to the brake resistors.

The internal control electronics of the module must be powered from an external
auxiliary voltage.

Internal du/dt filtering is included as standard.

Each parallel-connected brake module is controlled by a dedicated control unit. The
control unit is installed separately from the module. The control unit is connected to
the brake module by a fiber optic link. The control unit can be powered from a brake
module, from an external 24 V DC supply, or both for redundancy. Each control unit
contains thebasic I/Osandslots foroptional I/Omodules.Other equipment isprimarily
installed on separate mounting plates.

￭ DC connection and capacitor charging
The module must be equipped with external DC fuses.

A DC switch/disconnector can be installed if quick isolation of the module from the
DC bus is required.

A capacitor charging circuit must be fitted if:

• the module is connected to the DC bus through a DC switch/disconnector, or

• the module is directly connected to the DC bus and the supply unit of the system
does not have a charging capability.

The charging circuit design presented in this manual consists of a charging switch,
resistors and a charging controller. When the module is connected to an energized
DC bus, the charging switch is closed first. When the charging is finished, the main
DC switch/disconnector can be closed and the charging switch opened. The module
will not start if the charging switch is closed.
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￭ Frame R8i hardware

Module layout

2a

2b

6

3b

5

3a

4

10

97

1a

8

1b

11

DC connection busbars, + (a) and - (b)1

Lifting eyes, front (a) and back (b)2

Coolant in (a) and out (b) connectors. Tightening torque: 20 N·m (14.75 lbf·ft).3

Handle4

Fiber optic connectors5

Quick connector (AC connection) (the counterpart fastened to the cabinet behind the module)6

Terminal block X50 (auxiliary power input for internal boards)7

Terminal block X51 and X52 (Safe torque off in inverter modules only)8

Terminal block X53 (24 V DC power output)9

Auxiliary voltage selector X59 (115 or 230 V)10

Unpainted fastening hole. The grounding point between module frame and cabinet frame.11

Coolant connectors

The coolant pipe inlet and outlet connectors are located at the bottom front of the
module. The connectors are for 16/13 millimeter PA (polyamide) pipe.
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Connectors X50…X59

R8imodules contain apower supply (BDPS) that provides 24VDC for the circuit boards
of themodule. The 24 V DC voltage provided by the BDPS is also available on X53, and
can be used to power the BCU control unit of a single R8i module.

Note:Withparallel-connectedmodules, it is strongly recommended touse an external
24 V DC supply to power the control unit.

An auxiliary voltage of 230 V AC or 115 V AC (selectable) must be fed to terminal block
X50 to power the BDPS even when the DC link is not live. The selection between 115 V
and 230 V is made with selector plug X59. The setting can be changed by removing
the two screws, turning the plug 180 degrees, and reinstalling the screws.

Note: The Safe torque off (STO) safety function is only implemented in inverter units.
Therefore, the STO function can not be used in supply, brake and converter units. In
supply, brake and converter units, de-energizing any connection of STO IN (X52)
connector stops the unit. Note that this stop in supply or brake module is not safety
related and must not be used for safety function purposes.

The “24V” inputs on X52must be connected to +24 V (on connector X53, for example)
on each module. On a newmodule, a jumper wire set installed at the factory makes
this connection.

Operation principle and hardware description 19



Auxiliary voltage inputs for internal power supply (BDPS)

AC IN
X50L N

P
O

W
E

R

24 V DC output (for eg. BCU control unit)

24V OUT
X53G

N
D

+24V

G
N

D

+24V

FE

STO connectors of the module. Must be connected to 24
V DC for the supply module to start.

STO IN
X52+24V

G
N

D

+24V

G
N

D

FE

Not in use.

STO OUT
X51+24V

G
N

D

+24V

G
N

D

FE

Auxiliary voltage: 230 V AC

Auxiliary voltage: 115 V AC

Fiber optic connectors

DescriptionName

Chargingcontroller connection.Mustbeconnec-
ted by the installer.

BSFC

Control unit connection. Must be connected by
the installer.

BCU

BSFC V50
V60

BCU V10
V20

LEDs

IndicationColorLED

There is an active fault in the module.Continuous redFAULT

The module is ready for use.Continuous greenENABLE / STO
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IndicationColorLED

XSTO connectors are de-energized.Continuous yellowENABLE / STO

Supply voltage of the internal circuit boards is OK (> 21 V).Continuous greenPOWER OK

Overview circuit diagram of the brake unit
The following figure shows a simplified connection example of a brake unit.

Available throughExplanationItem

Brake unit cabinetA

-DC link1

ABB or third partyDC- fuses2

ABB or third partyDC+ fuses3

ABB or third partyBrake resistor fuses4

ABBBrake chopper module R8i5

Brake resistor cabinetB

ABB or third partyBrake resistor6

Operation principle and hardware description 21



Brake unit control devices
Each brake choppermodule employs a dedicated control unit (BCU) that contains the
BCONboardwithbasic I/Osandslots for optionalmodules. A fiber optic link connects
the BCU to the brake chopper module.

￭ Overview of the control connections of the BCU control unit
The diagram shows the control connections and interfaces of the BCU control unit.
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Control panel.7Analoganddigital I/Oextensionmodules and
fieldbus communication modules can be in-
serted into slots 1, 2 and 3.
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Fiber optic links to power modules (inverter,
supply, brake or converter)

8Memory unit4

Ethernet port. Not in use.9Slot 4 for RDCO-0x5

Safety option interface. Only in use for the
inverter units.

10Terminal blocks.6
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￭ Parallel connected units connection diagram
The example diagram shows the connections between 4 brake units, CIO-01modules
and fans.

Example: 4 CIO-01 modulesExample: 1 CIO-01 module

1

2 2 2 2

1 1 1

BCU control unit1

CIO-01 module2

Parallel connected brake units have a dedicated control unit (BCU). CIO-01 modules
control and monitor fan speed. A CIO-01 module can operate up to 16 fans, but the
module is controlledbyone control unit andall fans are considered identical. Parameter
197.10 DC Voltage offset needs to be set in case there are multiple brake units
connected to the DC bus. See ACS880 brake control program firmware manual
(3AXD50000020967 [English]).

￭ The control panel
The control panel (optional) is the user interface of the brake unit, providing the
essential controls such as reset, and the parameter settings for the control program.

The control panel can bemountedon the cabinet door using a control panelmounting
platform (available separately).

For details on the control panel, see ACS-AP-I, -S, -W and ACH-AP-H, -W Assistant
control panels user’s manual (3AUA0000085685 [English]).

￭ Control by PC tools
There is a USB connector on the front of the control panel that can be used to connect
a PC to the drive.
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￭ Fieldbus control
Theunit canbe controlled througha fieldbus interface if it is equippedwith anoptional
fieldbus adapter, and when the control program has been configured for fieldbus
control by parameters. For information on the parameters, see the firmware manual.

￭ DC switch and charging switch
DC switch/disconnector

The brake unit can optionally be equippedwith DC switch/disconnectors which allow
the isolation of the brake chopper modules from the DC bus.

The status of the DC switch/disconnector is connected to the brake control unit. By
default, the run enable signal is removed when the DC switch/disconnector is open.

WARNING!
Do not open the DC switch/disconnector under load.

Charging switch

Brake units equipped with a DC switch/disconnector also have a DC link precharging
circuit including a BSFC-12C charging control unit and a charging switch.
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Type designation label
Each brake module has a type designation label attached to it. The type designation
stated on the label contains information on the specifications and configuration of
the unit. The first digits express the basic construction of the unit, for example
“ACS880-104LC-0850A-7”. Any optional selections are given thereafter, separated by
plus signs.

Quote the complete type designation and serial number when contacting technical
support on the subject of individual brake modules. An example of the label is shown
below.

1

2

3

4 5

6

7

8

1

6

8

Type designation1

Frame size2

Cooling method3

Degree of protection4

UL/CSA data5

Ratings6

Valid markings. See Electrical planning instructions for ACS880 liquid-cooled multidrive cabinets
and modules (3AXD50000048634 [English]).

7

Serial number. The first digit of the serial number refers to themanufacturing plant. The next four
digits refer to the unit’smanufacturing year andweek, respectively. The remainingdigits complete
the serial number so that there are no two units with the same number.

8

Operation principle and hardware description 25

https://search.abb.com/library/Download.aspx?DocumentID=3AXD50000048634&LanguageCode=en&DocumentPartId=1&Action=LaunchDirect
https://search.abb.com/library/Download.aspx?DocumentID=3AXD50000048634&LanguageCode=en&DocumentPartId=1&Action=LaunchDirect


Type designation key
Type designation describes the composition of the module in short. Note that in the
type designation label of a brake module (ACS880-604LC), the type of the module is
ACS880-104LC. The complete designation code is divided in subcodes:

• The first 1…20 digits form the basic code. It describes the basic construction of
the unit. The fields in the basic code are separated by hyphens.

• The plus codes follow the basic code. Each plus code starts with an identifying
letter (common for the whole product series), followed by descriptive digits. The
plus codes are separated by plus signs.

DescriptionCode

Basic codes

Product seriesACS880

Construction: liquid-cooled brake module.104LC

Size

See the ratings table.xxxxx

Voltage range

709…976 V DC. This is indicated in the type designation label as typical input voltage levels
742/849/976 V DC (849 V DC for UL/CSA).

7

Option (plus) codes

Internal du/dt filtering. Included in the module delivery as standard.E205
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Moving and unpacking the module

Contents of this chapter
This chapter gives basic information on unpacking and moving the module.

WARNING!
For the safety instructions, see ACS880 liquid-cooled multidrive cabinets and
modules safety instructions (3AXD50000048633 [English]).

Moving and unpacking the module
The modules are delivered on a wooden base, boxed in corrugated cardboard. The
cardboard box is tied to the base with PET bands.

1. Cut off the bands.

2. Lift off the cardboard box.

3. Remove any filling material.

4. Cut open the plastic wrapping of the module.

5. Lift off the module.

6. Check that there are no signs of damage.

Dispose of or recycle the packaging according to the local regulations.

If you need to pack the modules, see the package information in the technical data.

3
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Cabinet construction

Contents of this chapter
This chaptergives instructionsonhowto install themodules andadditional equipment
into a cabinet.

For general instructions, see Drive modules cabinet design and construction
instructions (3AUA0000107668 [English]).

Limitation of liability
The installationmust always bedesigned andmade according to applicable local laws
and regulations. ABB does not assume any liability whatsoever for any installation
which breaches the local laws and/or other regulations. Furthermore, if the
recommendations given by ABB are not followed, the drive may experience problems
that the warranty does not cover.

General
See the technical data for module-specific cooling requirements and mounting
orientations.

Installation of the brake control unit (BCU)
SeeBCU-02/12/22 control units hardwaremanual (3AUA0000113605 [English]) for the
mechanical installation of the brake control unit and chapter Electrical
installation (Page 51) for the electrical installation.

Cabinet configuration overview
This figure shows the configuration of 1×R8i dynamic brake unit (DBU) installed in
600 mmwide Rittal VX25 or generic enclosure.

4
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Installation examples
This section gives examples of how to place the drive and additional equipment into
a Rittal VX25 enclosure.

Each example includes a table that lists:

• installation stages of different equipment in the order in which the installation
into the enclosure should be done

• instruction code of the step-by-step instructions

• equipment kit code

• kit ordering code.

You can find the kit-specific assembly drawings, step-by-step instructions and kit
information on the Internet. Go to
https://sites-apps.abb.com/sites/lvacdrivesengineeringsupport/content. If needed,
contact your local ABB representative.

The example includes also cabinet assembly drawings that show each stage listed in
the table.More detailed steps of each stage are described in the kit-specific assembly
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drawings. The tightening torques are listed in the kit-specific assembly drawings. See
the hardware manual for the tightening torques of drive module input and output
terminals.

For general instructions, see Drive modules cabinet design and construction
instructions (3AUA0000107668 [English]).

WARNING!
Remove the code labels attached tomechanical parts such as busbars,
shrouds and sheetmetal parts before installation. Theymay cause bad
electrical connections, or, after peeling off and collecting dust in time,
cause arcing or block the cooling air flow.

￭ R8i module in a 600 mmwide Rittal VX25 enclosure

Layout without DC switch/disconnector

DescriptionNo.

DC+1

DC-2

DC fuses3

Brake module4

Heat exchanger (between module and cooling fan)5

Outgoing resistor connectionbusbars (behindcooling
fan)

6

Coolant inlet manifold with stop and drain valves7

Cooling fan8

Cable entries9

Resistor fuses10

Incoming resistor connection busbars11

Coolant outlet manifold with stop and drain valves12

3

4

5

7

9

8

10

11

12

6

1

2

1

2
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Layout with DC switch/disconnector

DescriptionNo.

DC+1

DC-2

DC switch/disconnector behind the fuses3

DC fuses4

Charging mechanics5

Brake module6

Heat exchanger (between module and cooling fan)7

Outgoing resistor connectionbusbars (behindcooling
fan)

8

Coolant inlet manifold with stop and drain valves9

Cooling fan10

Cable entries11

Charging resistors (obscured)12

Resistor fuses13

Incoming resistor connection busbars14

Coolant outlet manifold with stop and drain valves15

4

6

5

7

3

8

9

11

13

14

15

12

10

1

2

1

2
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Pipe routing example

DescriptionNo.

Coolant in1

Inlet manifold with stop and drain valves2

Heat exchanger3

Brake chopper module4

Outlet manifold with stop and drain valves5

Coolant out6

2

6

3

4

5

1
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Installation stages

Kit ordering codeKit codeInstruction codeInstallation stageNo.

--3AXD50000336340Baying parts

1
3AXD50000333387A-468-X-001-

VX3AXD50000333639DC bus support kit

3AXD50000360543L-468-8-020-VX3AXD50000327591Side plates

2 3AXD50000536634L-6-8-315-VX3AXD50000536733Module mounting mechanics

3AUA0000119227A-468-8-1003AUA0000118667Quick connector

3AXD50000360550L-468-8-131-VX3AXD50000330874AC output terminals (for cabling)
3

3AXD50000004385A-468-8-4413AXD50000004817Cable entry

3AXD50000545810L-6-8-262-VX3AXD50000541010

DC busbars (for configuration
without DC switch/disconnector)4A 3AXD50000545827L-6-8-263-VX3AXD50000545506

3AXD50000545858L-6-8-266-VX3AXD50000562671

3AXD50000545834L-6-8-264-VX3AXD50000543205

DC switch/disconnector and bus-
bars4B 3AXD50000360567L-46-8-207-VX3AXD50000343614

3AXD50000545858L-6-8-266-VX3AXD50000562671

3AXD50000545841L-6-8-265-VX3AXD50000545087Incoming resistor connection
busbars5

3AXD50000043886 /
3AXD50000045414--Cooling fan

6 3AXD50000041265L-468-8-440-Heat exchanger

3AXD50000044084L-468-8-4413AXD50000048217Coolant distribution manifolds

---PE busbar

---Module installation7

3AXD50000361250L-6-X-052-VX3AXD50000345069Swing-out frame
8

3AXD50000361267L-6-8-023-VX3AXD50000353521Shrouds
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Overview of kits
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Stage 1: Installation of common parts
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Stage2: Installationof sideplates,modulemountingmechanics andquick connector
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Stage 3: Installation of output terminals (for cabling) and cable entries
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Stage 4A: Installation of DC busbars (without DC switch/disconnector or charging)
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Stage 4B: Installation of DC busbars (with DC switch/disconnector and charging)
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Stage 5: Installation of incoming resistor connection busbars
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Stage 6: Installation of cooling components
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Stage 7: Installation of module
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Stage 8: Installation of swing-out frame and shrouds
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￭ Generic enclosures
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Guidelines for planning the electrical
installation

Contents of this chapter
This chapter contains instructions on selecting, placing and protecting the brake
circuit components and cables.

Limitation of liability
The installationmust always bedesigned andmade according to applicable local laws
and regulations. ABB does not assume any liability whatsoever for any installation
which breaches the local laws and/or other regulations. Furthermore, if the
recommendations given by ABB are not followed, the drive may experience problems
that the warranty does not cover.

Generic guidelines
See ACS880 liquid-cooled multidrive cabinets and modules electrical planning
instructions (3AXD50000048634 [English]) for the generic guidelines for planning the
electrical installation (selecting cables, routing cables, etc.).

Selecting the brake resistor

WARNING!
ABB is not responsible for user resistor selection or protection of the resistor.

Select the resistor according to the resistor specification given in the technical data.
In addition, consider the following:

5
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• Each output of the brake chopper module must feed a resistor of its own. There
are 3 outputs in the 3-phase brake chopper module.

• The resistance (R) of the brake resistor must be equal to or above the value
specified. Never use resistance values below the specified value.

• The brake resistor must withstand the specified brake cycles.

• The ventilation of the space/room in which the brake resistor is located must
meet the air flow amounts specified.

• The resistor must be equipped with a thermal switch.

WARNING!
IEC 60664 and IEC 61800-5-1 require double or reinforced insulation between
resistor live parts and the sensor. If the resistor assembly does not fulfill the
requirement, the I/O terminals on the control unit must be protected against
contact and must not be connected to other equipment, or the temperature
sensor must be isolated from the I/O terminals, for example, with a suitable
relay.

Selecting and routing the brake resistor cables

￭ Resistor cable sizes and length
See Typical resistor cable sizes.

￭ Minimizing electromagnetic interference
Make sure that the installation is compliant with the EMC requirements. Obey these
rules in order to minimize electromagnetic interference caused by the rapid voltage
and current changes in the resistor cables:

• Shield the brake resistor cable. Use shielded cable or a metallic enclosure. If you
use unshielded single-core cables, route them inside a cabinet that efficiently
suppresses the radiated emissions.

• Install the cables away from other cable routes.

• Avoid longparallel runswithother cables. Theminimumparallel cabling separation
distance is 0.3 meters (1 ft).

• Cross the other cables at 90° angles.

• Keep the cable as short as possible in order to minimize the radiated emissions
and stress on the brake chopper. The longer the cable the greater the radiated
emissions, inductive load and voltage peaks over the IGBT semiconductors of the
brake chopper.

Selecting the location for the brake resistors
Protect the open (IP00) brake resistors against contact. Install the brake resistor in a
place where it cools effectively. Arrange the cooling of the resistor so that:

• no danger of overheating is caused to the resistor or nearby materials, and

• the temperature of the space that the resistor is in does not go above the allowed
maximum value.
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WARNING!
The materials near the brake resistor must be non-flammable. The surface
temperature of the resistor is high. Air flowing from the resistor is of hundreds
of degrees Celsius. If the exhaust vents are connected to a ventilation system,
make sure that thematerialwithstandshigh temperatures. Protect the resistor
against contact.

Selecting the resistor thermal switch circuit cable
Make sure that the cable in the resistor thermal switch circuit meets the following
requirements:

• shielded cable

• rated operating voltage between a core and ground > 750 (U0)

• insulation test voltage > 2.5 kV

• jacket material for at least 90 °C (194 °F). Take into account further requirements
due to resistor construction and temperature.

Protecting the system against thermal overload
The brake control program includes a resistor and resistor cable thermal protection
function, which can be tuned by the user. The brake chopper protects itself and the
resistor cables against thermal overload. Make sure that the resistor assembly is
equippedwith a thermal switch, which is wired to disable the chopper (and/or switch
off the supply to the drive) in case of overtemperature.

Formore informationon the thermal protection function, see theappropriate firmware
manual.

Protecting the system against short-circuits
Equip the brake unit with brake chopper fuses and brake resistor fuses.

The fuses protect the brake chopper, the brake resistor and the brake circuit cables
in a short-circuit situation.
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Electrical installation

Contents of this chapter
This chapter describes the electrical installation of the modules.

The wiring diagrams in this chapter are simplified presentations. For details, see the
example circuit diagrams included in the manual.

Note: The instructions do not cover all possible cabinet constructions.

For more information on electrical installation, see ACS880 liquid-cooled multidrive
cabinets and modules electrical planning (3AXD50000048634 [English]).

Safety and liability

WARNING!
Only qualified electrical professionals are allowed to do the work described in
this chapter. Read the complete safety instructions before you install,
commission, use or service the drive. The complete safety instructions are
given in ACS880 liquid-cooled multidrive cabinets and modules safety
instructions (3AXD50000048633 [English]).

Note: The installation must always be designed and made according to applicable
local laws and regulations. ABB does not assume any liability whatsoever for any
installation which breaches the local laws and/or other regulations. Furthermore, if
the recommendationsgivenbyABBarenot followed, thedrive systemmayexperience
problems that the warranty does not cover.

Electrical safety precautions
These electrical safety precautions are for all personnel who do work on the drive,
motor cable or motor.

6
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WARNING!
Obey these instructions. If you ignore them, injury or death, or damage to the
equipment can occur.

If you are not a qualified electrical professional, do not do installation or
maintenance work.

Do these steps before you begin any installation or maintenance work.

1. Clearly identify the work location and equipment.

2. Disconnect all possible voltage sources. Make sure that re-connection is not
possible. Lock out and tag out.
• Open the main disconnecting device of the drive.
• Open the charging switch if present.
• Open the disconnector of the supply transformer. (The main disconnecting

device in the drive cabinet does not disconnect the voltage from the AC input
power busbars of the drive cabinet.)

• If the drive is equippedwith a DC/DC converter unit (optional) or a DC feeder
unit (optional): Open the DC switch-disconnector [Q11] of the unit. Open the
disconnecting device of the energy storage connected to the unit (outside
the drive cabinet).

• Open the auxiliary voltage switch-disconnector (if present), and all other
possible disconnectingdevices that isolate the drive fromdangerous voltage
sources.

• In the liquid cooling unit (if present), open the switch-disconnector of the
cooling pumps.

• If you have a permanent magnet motor connected to the drive, disconnect
the motor from the drive with a safety switch or by other means.

• Disconnect all dangerous external voltages from the control circuits.
• After you disconnect power from the drive, always wait 5 minutes to let the

intermediate circuit capacitors discharge before you continue.

3. Protect any other energized parts in the work location against contact.

4. Take special precautions when close to bare conductors.

5. Measure that the installation is de-energized. Use a quality voltage tester. If the
measurement requires removal or disassembly of shrouding or other cabinet
structures, obey the local lawsand regulations applicable to liveworking (including
– but not limited to – electric shock and arc protection).
• Before and after you measure the installation, verify the operation of the

voltage tester on a known voltage source.
• Make sure that the voltage between the drive input power terminals (L1, L2,

L3) and the grounding (PE) busbar is zero.
• Make sure that the voltage between the drive output terminals (T1/U, T2/V,

T3/W) and the grounding (PE) busbar is zero.
Important! Repeat the measurement also with the DC voltage setting of the
tester.Measure between each phase andground. There is a risk of dangerous
DC voltage charging due to leakage capacitances of the motor circuit. This
voltage can remain charged for a long time after the drive power-off. The
measurement discharges the voltage.

• Make sure that the voltage between the drive DC terminals (UDC+ and UDC-)
and the grounding (PE) terminal is zero. In cabinet-built drives, measure
between the drive DC busbars (+ and -) and the grounding (PE) busbar.
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6. Install temporary grounding as required by the local regulations.

7. Ask for a permit to work from the person in control of the electrical installation
work.

General notes

￭ Printed circuit boards

WARNING!
Use a grounding wristband when you handle printed circuit boards. Do not
touch the boards unnecessarily. The boards contain components sensitive to
electrostatic discharge.

￭ Optical components

WARNING!
Obey these instructions. If you ignore them, damage to the equipment can
occur.

• Handle the fiber optic cables with care.

• When you unplug the fiber optic cables, always hold the connector, not the cable
itself.

• Do not touch the ends of the fibers with bare hands as the ends are extremely
sensitive to dirt.

• Do not bend the fiber optic cables too tightly. The minimum allowed bend radius
is 35 mm (1.4 in).

Measuring the insulation resistance of the brake resistor
circuit

WARNING!
Obey the safety instructions of the drive. If you ignore them, injury or
death, or damage to the equipment can occur. If you are not a qualified
electrical professional, do not do installation, commissioning or
maintenance work.

1. Stop the drive and do the steps in section Electrical safety precautions (Page 51)
before you start the work.

2. Make sure that the resistor cable is connected to the resistor and disconnected
from the drive output terminals.

3. At the drive end, connect the R+ and R- conductors of the resistor cable together.
Measure the insulation resistance between the conductors and the PE conductor
with a measuring voltage of 1000 V DC. The insulation resistance must be more
than 1 Mohm.
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R-

R+

ohm

PE

1000 V DC,
> 1 Mohm

Connecting the brake resistor cables and thermal switch

￭ Connection diagram
This diagram shows the brake resistor cable connections and an example connection
of the thermal switches.

Thediagramalso shows the internal connectionsof thebrake choppermodule cubicle
to be done by the system integrator.
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1

2

3 4

5

Brake chopper cubicle1

DC switch/disconnector including charging circuit2

Control unit3

Brake chopper module4

Brake resistor assembly5

￭ Connection procedure of the brake chopper cubicle

WARNING!
Obey the safety instructions of the drive. If you ignore them, injury or
death, or damage to the equipment can occur. If you are not a qualified
electrical professional, do not do installation, commissioning or
maintenance work.
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1. Stop the drive and do the steps in section Electrical safety precautions (Page 51)
before you start the work.

2. Make the internal connections of the brake chopper cubicle. See the diagram
above.

￭ Connection procedure of the resistor cables

WARNING!
Obey the safety instructions of the drive. If you ignore them, injury or
death, or damage to the equipment can occur. If you are not a qualified
electrical professional, do not do installation, commissioning or
maintenance work.

1. Stop the drive and do the steps in section Electrical safety precautions (Page 51)
before you start the work.

2. Open the door of the brake unit cubicle and remove the shrouding.

3. Lead the cables into the cubicle. Make the 360° earthing arrangement at the cable
entry as shown. Install the rubber grommet (if present) below the cable entry for
proper sealing.

Grommet

4. Cut the cables to suitable length. Strip the cables and conductors.

5. Twist the cable shields into bundles and connect the bundles to the PE busbar in
the cubicle.

6. Connect the resistor cables. Note the connection of the third conductor and the
cable shield. See also the circuit diagramsdeliveredwith the unit. See the technical
data for tightening torques.

￭ Connection procedure of the thermal switch cable

WARNING!
Obey the safety instructions of the drive. If you ignore them, injury or
death, or damage to the equipment can occur. If you are not a qualified
electrical professional, do not do installation, commissioning or
maintenance work.

1. Stop the drive and do the steps in section Electrical safety precautions (Page 51)
before you start the work.

2. Run the sensor cable inside the brake unit cubicle.
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3. ABB recommends that you ground the cable shield 360° at the cable entry.

4. Run the cable to its connection point using existing trunking wherever possible.
Protect the cables against any sharp edges or hot surfaces.

5. Connect the conductors to the appropriate terminals.

6. Twist the cable shield into a bundle, crimp a ring terminal onto it and connect it
to the nearest chassis grounding point. At the other end of the cable, leave the
shields unconnected or ground them via a capacitor (eg. 3.3 nF / 630 V).

Connecting the control cables
For technical data and default I/O connections of the control unit, see The control
unit (Page 123).

WARNING!
Obey the safety instructions given in ACS880 liquid-cooled multidrive
cabinetsandmodulessafety instructions (3AXD50000048633 [English]).
If you ignore the safety instructions, injury or death, or damage to the
equipment can occur.

If you are not a qualified electrical professional, do not do installation
or maintenance work.

1. Remove shrouding to access the cable entries and trunking inside the cubicle.

2. Run the control cables into the cubicle. If possible, arrange for a 360° grounding
of the cable shield at the cable entry.
If the outer surface of the shield is non-conductive, turn the shield inside out as
shown below and wrap copper foil around the cable to keep the shielding
continuous. Do not cut the grounding wire (if present).

1

A B C

2 2
3

4

Stripped cableA

Conductive surface of the shield exposedB

Stripped part covered with copper foilC

Cable shield1

Copper foil2

Shielded twisted pair3

Grounding wire4

Copper cable5

3. Run the cables to the control unit (or other connection point). Use the existing
trunking wherever possible.

4. Cut the cables to suitable length.
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5. Strip the cable endsandconductors.Whenconnecting to thedrive I/O, also remove
the shield alongwith the outer sheathing, and use electrical tape or shrink tubing
to contain the strands. Elsewhere, twist the outer shield strands into a bundle,
crimp a lug onto it and connect it to the nearest chassis grounding point.
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6. Strip the cable ends and conductors. When connecting to the drive I/O, also remove 
the shield along with the outer sheathing, and use electrical tape or shrink tubing to 
contain the strands. Elsewhere, twist the outer shield strands into a bundle, crimp a 
lug onto it and connect it to the nearest chassis grounding point.

7. Connect the conductors to appropriate terminals (see the circuit diagrams delivered 
with the unit).

8. Fasten the shrouds (if any).

9. Close the doors.

2
3 4

1

1

2

3

4 5

Keep as short as possible1

SHIELD*2

If nodedicated “shield” connect-
or is provided, ground the inner
cable shields to the chassis.

3

At the other end of the cable,
leave the shield unconnected, or
connect it to ground via a capa-
citor with a value of a few nano-
farads.

4

Wheregrounding clampsare not
available, twist the shield
strands into a bundle, crimp a
lug terminal onto it and fasten
the lug to the chassis. Secure the
cable into place with eg. cable
ties.

5

6. Connect the conductors to appropriate terminals.

7. Refit any shrouds removed earlier.

Installing option modules

WARNING!
Obey the safety instructions of the drive. If you ignore them, injury or
death, or damage to the equipment can occur.

Pay attention to the free space required by the cabling or terminals coming to the
option modules.

1. Repeat the steps described in Electrical safety precautions (Page 51).

2. Pull out the lock (a).

Note: The location of the lock depends on the module type.

3. Install the module to a free option module slot on the control unit.

4. Push in the lock (a).

5. Tighten the grounding screw (b) to a torque of 0.8 N·m (7 lbf·in).
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Note: The screw tightens the connections and grounds themodule. It is essential
for fulfilling the EMC requirements and for proper operation of the module.

WARNING!
Do not use excessive force, or leave the screw too loose. Over-tightening
can damage the screw or module. A loose screw can cause an operation
failure.

b

a

6. Connect the wiring to the module. Obey the instructions given in the
documentation of the module.
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Connecting a PC

WARNING!
Do not connect the PC directly to the control panel connector of the control
unit as this can cause damage.

A PC (with, for example, the Drive composer PC tool) can be connected as follows:

1. To connect a control panel to the unit, either
• insert the control panel into the panel holder or platform, or
• use an Ethernet (eg, Cat 5e) networking cable.

2. Remove the USB connector cover on the front of the control panel.

3. Connect an USB cable (Type A to Type Mini-B) between the USB connector on the
control panel (3a) and a free USB port on the PC (3b).

4. The panel will display an indication whenever the connection is active.

5. See the documentation of the PC tool for setup instructions.

?

StartStop Loc/Rem

?

StartStop Loc/Rem

USB connected

3a

4

3b

2

2
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Installation checklist

Contents of this chapter
This chapter contains a checklist for the mechanical and electrical installation of the
drive.

Checklist
Examine the mechanical and electrical installation of the drive before start-up. Go
through the checklist together with another person.

WARNING!
Obey the safety instructions of the drive. If you ignore them, injury or
death, or damage to the equipment can occur. If you are not a qualified
electrical professional, do not do installation, commissioning or
maintenance work.

WARNING!
Stop thedrive anddo the steps in sectionElectrical safetyprecautions (Page51)
before you start the work.

Make sure that …

Theambient operating conditionsmeet thedrive ambient conditions specification andenclosure
rating (IP code).

The supply voltagematches thenominal input voltageof thedrive. See the typedesignation label.

The insulation resistanceof the input power cable,motor cable andmotor ismeasured according
to local regulations and the manuals of the drive.

The drive cabinet is attached to the floor, and if necessary due to vibration etc, also by its top
to the wall or roof.

7
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Make sure that …

The drive module is fastened properly to the enclosure.

If the drive is connected to a network other than a symmetrically grounded TN-S system: You
havedoneall the requiredmodifications (for example, youmayneed todisconnect theEMC filter
or ground-to-phase varistor). See the electrical installation instructions in the supply unit
manual.

The enclosures of the equipment in the cabinet have proper galvanic connection to the cabinet
protective earth (ground) busbar; The connection surfaces at the fastening points are bare (un-
painted) and the connections are tight, or separate grounding conductors have been installed.

The main circuit connections inside the drive cabinet correspond to the circuit diagrams.

The control unit has been connected. See the circuit diagrams.

Appropriate AC fuses and main disconnecting device are installed.

There is an adequately sized protective earth (ground) conductor(s) between the drive and the
switchboard, the conductor is connected to correct terminal, and the terminal is tightened to
the correct torque.

Grounding has also been measured according to the regulations.

If the drive is equipped with a DC/DC converter unit: There is an adequately sized protective
earth (ground) conductor between the energy storage and the DC/DC converter, the conductor
has been connected to appropriate terminal, and the terminal has been tightened to the proper
torque. Proper grounding has also been measured according to the regulations.

If thedrive is equippedwithaDC/DCconverter unit: Theenergy storage cable hasbeenconnected
to the correct terminals of the DC/DC converter and energy storage, and the terminals have
been tightened to the proper torque.

If the drive is equippedwith aDC/DC converter unit: The energy storage has been equippedwith
fuses for protecting energy storage cable in a cable short-circuit situation.

If the drive is equippedwith aDC/DC converter unit: The energy storage has been equippedwith
a disconnecting device.

The input power cable is connected to the correct terminals, the phase order is correct, and the
terminals are tightened to the correct torque.

There is an adequately sized protective earth (ground) conductor between the motor and the
drive. The conductor is connected to the correct terminal, and the terminal is tightened to the
correct torque.

Grounding has also been measured according to the regulations.

Themotor cable is connected to thecorrect terminals, thephaseorder is correct, and the terminals
are tightened to the correct torque.

The motor cable is routed away from other cables.

No power factor compensation capacitors are connected to the motor cable.

If an external brake resistor is connected to the drive: There is an adequately sized protective
earth (ground) conductor between thebrake resistor and thedrive, and the conductor is connec-
ted to the correct terminal, and the terminals are tightened to the correct torque. Grounding
has also been measured according to the regulations.

If an external brake resistor is connected to the drive: The brake resistor cable is connected to
the correct terminals, and the terminals are tightened to the correct torque.

If an external brake resistor is connected to the drive: The brake resistor cable is routed away
from other cables.

The control cables are connected to the correct terminals, and the terminals are tightened to
the correct torque.

If a drive bypass connectionwill be used: TheDirectOn Line contactor of themotor and the drive
output contactor are either mechanically and/or electrically interlocked, that is, they cannot be
closed at the same time. A thermal overload devicemust be used for protectionwhen bypassing
the drive. Refer to local codes and regulations.

There are no tools, foreign objects or dust from drilling inside the drive.
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Make sure that …

The terminal box cover of themotor is in place. Cabinet shrouds are in place anddoors are closed.

The motor and the driven equipment are ready for power-up.

The coolant connections between cubicles (if any) and to the cooling circuit are tight.

If thedrive is equippedwitha coolingunit:Makesure that themechanical andelectrical installation
of the cooling unit is completed. Refer to the cooling unit documentation.
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Start-up

Contents of this chapter
This chapter contains the start-up procedure of the brake unit.

The symbols in brackets, for example [Q1], refer to the item designations used in the
circuit diagrams.

ABB recommends that you connect a commissioning PC tool (DriveComposer) to the
brake unit for the start up. By using the tool, you can set up parameters and monitor
the drive during the test.

These instructions do not cover all start-up tasks of all possible variants of the brake
unit. Always refer to the unit-specific circuit diagrams when proceeding with the
start-up.

8
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Start-up procedure

Tasks

Safety

WARNING!
Obey the safety instructions during the start-up procedure. See ACS880 liquid-cooled
multidrive cabinets andmodules safety instructions (3AXD50000048633 [English]). If you
ignore the safety instructions, injury or death, or damage to the equipment can occur.

If you are not a qualified electrical professional, do not do installation or maintenance
work.

WARNING!Make sure that the disconnector of the supply transformer is locked to open position,
ie, no voltage is, or can be, connected to drive inadvertently. Check also by measuring that there
is no voltage connected.

Note: Some brake resistors are coated with oil film for protection. The protective oil will burn off when
the brake resistor is used for the first time. Make sure that there is proper ventilation.

Starting and checking the cooling system

Fill up and bleed the internal cooling circuit. Start the cooling unit up. See Filling up and
bleeding the internal cooling circuit (Page 104).

If the drive is equipped with a cooling unit (ACS880-1007LC): Start up and power up the
cooling unit. See ACS880-1007LC liquid cooling unit user’s manual (3AXD50000129607
[English]) and the delivery-specific circuit diagrams.

Check the cooling system for leaks. Make sure that cooling circuit joints at the shipping
split joining cubicles are tight and that all drain valves have been closed.

Make sure that the coolant can flow freely in all cubicles.Make sure that drive systemcools
down. SeeACS880-1007LC liquid coolingunit user’smanual (3AXD50000129607 [English]).

Install all shrouds (if removed) and close the cabinet doors.

Powering up the DC bus and starting up the inverters

Make sure that all cabinet doors are closed.

Close the disconnector of the supply transformer.

Close the drive auxiliary voltage switch (if present) to power up the control units.

Start the supply unit. See theprocedure in the supply unit hardwaremanual.When started,
the supply unit charges the capacitors of all inverters and brake units connected to the
DC bus.

Start up the inverter units. See the procedure in the inverter unit hardware manual.

Brake units with DC switch/disconnector: Connecting the brake unit to the DC bus

Switch on the auxiliary voltage to the brake unit.

To charge the brake unit capacitors, close the charging switch [Q10.1].

When the green light [P11.1] on the cabinet door illuminates, close the DC switch/discon-
nector [Q11.1] of the brake unit.

Open the charging switch [Q10.1].

Note: The brake unit can start only after the charging switch is open.

Setting up the brake and inverter unit parameters
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Tasks

Check the brake control programparameter settings. See ACS880 brake control program
firmware manual (3AXD50000020967 [English]).

Operational tests

Test the operation of the braking. See ACS880 brake control program firmware manual
(3AXD50000020967 [English]).

Switching off the brake unit
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Maintenance

Contents of this chapter
This chapter instructs howtomaintain thebrakemodule andhowto interpret its fault
conditions. The information is valid for ACS880-604LC modules and the cabinet
construction examples presented in this manual.

WARNING!
Obey the safety instructions given in ACS880 liquid-cooled multidrive
cabinetsandmodulessafety instructions (3AXD50000048633 [English]).
If you ignore the safety instructions, injury or death, or damage to the
equipment can occur.

If you are not a qualified electrical professional, do not do installation
or maintenance work.
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Maintenance intervals
The tables below show themaintenance taskswhich can be done by the end user. The
complete maintenance schedule is available on the Internet
(https://new.abb.com/drives/services/maintenance/preventive-maintenance). For
more information, consult your local ABB Service representative
(www.abb.com/searchchannels).

￭ Description of symbols

DescriptionAction

Inspection (visual inspection and maintenance action if needed)I

Performance of on/off-site work (commissioning, tests, measurements or other work)P

ReplacementR

￭ Recommended maintenance intervals after start-up

Years from start-up
Maintenance task/object

…1211109876543210

Coolant

PPPPPPPPPPPPPChecking coolant antifreeze concentra-
tion

PPPPPPChecking coolant quality

RRCoolant draining and replacement

IIIIIIIExternal circuit of the main heat ex-
changer (temperature, flow, pressure)

See ACS880-1007LC liquid cooling unit user's manual
(3AXD50000129607 [English])ABB cooling unit (if present)

Cooling fans and fan control board

RCooling fans 230 VAC 50/60Hz

RCIO-module for fan control (230 VAC)1)

RRCooling fans 115 VAC 50/60Hz

RI/RCIO-module for fan control (115 VAC)1)

Batteries

RControl panel battery

RRControl unit battery

Control unit

RBCU control unit

Connections and environment

PPPPPPPPPPPPPQuality of supply voltage

Spare parts

IIIIIIIIIIIIISpare parts

PPPPPPPPPPPPPDC circuit capacitor reforming (spare
modules and spare capacitors)

Inspections
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Years from start-up
Maintenance task/object

…1211109876543210

IIIIIIIIIIIIIChecking tightness of cable and busbar
terminals. Tightening if needed.

IIIIIIIIIIIIICheckingambient conditions (dustiness,
corrosion, temperature)

IIIIIIIIIIIIIChecking coolant pipe connections

Symbols

Inspection (visual inspection and maintenance action if
needed)I

Performance of on/off-site work (commissioning, tests,
measurements or other work)P

ReplacementR

3AXD10000578918 K

1) To replace the CIO-module or reset the fan counters, see CIO-01 I/O module for distributed I/O bus control user's
manual (3AXD50000126880 [English]).

Note:

• Maintenance and component replacement intervals are based on the assumption
that the equipment is operated within the specified ratings and ambient
conditions. ABB recommends annual drive inspections to ensure the highest
reliability and optimum performance.

• Long term operation near the specified maximum ratings or ambient conditions
may require shorter maintenance intervals for certain components. Consult your
local ABB Service representative for additional maintenance recommendations.

Cooling system
For instructions on coolant replacement and checking the cooling system, see chapter
Internal cooling circuit.

Power connections

￭ Retightening the power connections

WARNING!
Obey the safety instructions of the drive. If you ignore them, injury or
death, or damage to the equipment can occur. If you are not a qualified
electrical professional, do not do installation, commissioning or
maintenance work.

1. Stop the drive and do the steps in section Electrical safety precautions (Page 51)
before you start the work.

2. Examine the tightness of the cable connections. Use the tightening torques given
in the technical data.
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Cooling fans

￭ Replacing cooling fans
The lifespan of the cooling fans of the drive depends on running time, ambient
temperature and dust concentration. See the firmware manual for the actual signal
which indicates the running time of the cooling fan. Reset the running time signal
after fan replacement. See also CIO-01 I/O module for distributed I/O bus control
user's manual (3AXD50000126880 [English]).

Replacement fans are available from ABB. Do not use other than ABB-specified spare
parts.

￭ Fan replacement

WARNING!
Obey the safety instructions of the drive. If you ignore them, injury or
death, or damage to the equipment can occur. If you are not a qualified
electrical professional, do not do installation, commissioning or
maintenance work.

WARNING!
Use the required personal protective equipment. Wear protective gloves and
long sleeves. Some parts have sharp edges.

1. Stop the drive and do the steps in section Electrical safety precautions (Page 51)
before you start the work.

2. Remove any shrouding in front of the cooling fan in case of marine construction.

3. Disconnect the fan wiring. Remove the CIO module.

4. Undo the two retaining screws (a).

5. Pull the fan outwards to separate it from the heat exchanger housing.

6. Install new fan in reverse order. Align the guide pins (b) at the rear of the fan
cowlingwith the slots (c) in themodule bottomguide, then reinstall the retaining
screws (a).
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a b

c
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Brake module

￭ Replacing the brake module

WARNING!
Obey the safety instructions given in ACS880 liquid-cooled multidrive
cabinetsandmodulessafety instructions (3AXD50000048633 [English]).
If you ignore the safety instructions, injury or death, or damage to the
equipment can occur.

If you are not a qualified electrical professional, do not do installation
or maintenance work.

WARNING!
Make sure that the replacementmodule has exactly the same type code as the
old module.

WARNING!
Beware of hot coolant. Do not work on the liquid cooling system until the
pressure is lowered down by stopping the pumps and draining the coolant.
High-pressurewarmcoolant (6bar,max. 50 °C) is present in the internal cooling
circuit when it is in operation.

WARNING!
Use the required personal protective equipment. Wear protective gloves and
long sleeves. Some parts have sharp edges.

Removing the module

1. Do the steps in section Electrical safety precautions (Page 51).

2. Remove the shrouding in front of the module.

3. Remove the locking screws of the swing-out frame (if present) and open it.

4. Disconnect the wiring from the module and move it aside. Use cable ties to keep
the wiring out of the way.

5. Remove the L-shaped DC busbars at the top of the module. Make note of the
orientation of the screws as well as the order of the washers.
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6. Close the inlet valve (a) and outlet valve (located on the right-hand side of the
cubicle). Lead the drain hoses (b, on both sides of the cubicle) into a suitable
container. Open the drain valves (c, on both sides of the cubicle). This will drain
all modules in the cubicle.

a

b

c

7. After the module has drained, disconnect the piping from the module.
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8. Remove the module retaining screws at the top and the bottom of the module.
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9. Pull the module carefully out onto a suitable platform. Keep the module secured
to a hoist or equivalent to prevent the module from falling. For information on
using the lifting device, see Converter module lifting device for drive cabinets
hardware manual (3AXD50000210268 [English]).

Reinstalling the module

1. Push the module carefully into its bay.

2. Fasten the retaining screws at the top and the bottom of the module.

3. Reinstall the DC busbars at the top of the module.

4. Reconnect the coolant pipes to the module. Tighten to 20 N·m (14.75 lbf·ft).

5. Reconnect the control wiring to the module.
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6. Fill up the cooling system. For instructions, see section Filling up and bleeding
the internal cooling circuit.

7. Close the swing-out frame (if present). Reinstall all shrouds removed earlier.

Control unit

￭ Replacing the memory unit
After replacing a control unit, you can keep the existing parameter settings by
transferring the memory unit from the defective control unit to the new control unit.

WARNING!
Do not remove or insert the memory unit when the control unit is powered.

1. Stop the drive and do the steps in section Electrical safety precautions (Page 51)
before you start the work.

2. Make sure that the control unit is not powered.

3. Remove the fastening screw and pull the memory unit out.

4. Install a memory unit in reverse order.

￭ Replacing the BCU control unit battery
Replace the real-time clock battery if the BATT OK LED is not illuminated when the
control unit is powered.

1. Stop the drive and do the steps in section Electrical safety precautions (Page 51)
before you start the work.

2. Undo the fastening screw and remove the battery.

3. Replace the battery with a new BR2032 battery.
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4. Dispose of the old battery according to local disposal rules or applicable laws.

5. Set the real-time clock.

Capacitors
The intermediate DC circuit of the drive contains several electrolytic capacitors.
Operating time, load, and surrounding air temperature have an effect on the life of
the capacitors. Capacitor life can be extended by decreasing the surrounding air
temperature.

Capacitor failure is usually followed by damage to the unit and an input cable fuse
failure, or a fault trip. If you think that any capacitors in the drive have failed, contact
ABB.

￭ Reforming the capacitors
The capacitorsmust be reformed if the drive has not been powered (either in storage
or unused) for a year ormore. Themanufacturingdate is on the typedesignation label.
For informationon reforming the capacitors, refer toCapacitor reforming instructions
(3BFE64059629 [English]).
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LED indications
Warnings and faults reported by the control program are displayed on the control
panel or in the Drive composer PC tool. For further information, see the firmware
manual of the inverter control program.

￭ Control panel and panel platform/holder LEDs
The ACS-AP-… control panel has a status LED. The control panel mounting platform
or holder has two status LEDs. For their indications, see the following table.

IndicationLEDLocation

The unit is functioning normally.Continuous greenControl panel

Data is transferred between the PC and the unit through the
USB connection of the control panel.

Flickering green

There is an active warning in the unit.Blinking green

There is an active fault in the unit.Continuous red

There is a fault that requires the stopping and restarting of
the drive/converter/inverter.

Blinking red

TheBluetooth interface is enabled, in discoverablemode, and
ready for pairing.

Blinking blue (ACS-
AP-W only)

Data is being transferred through the Bluetooth interface of
the control panel.

Flickering blue
(ACS-AP-W only)

There is an active fault in the unit.RedControl panel
mountingplatform
or holder (with the
control panel
removed)

Power supply for the control unit is OK.Green

￭ R8i module LEDs

IndicationColorLED

There is an active fault in the module.Continuous redFAULT

The module is ready for use.Continuous greenENABLE / STO

XSTO connectors are de-energized.Continuous yellowENABLE / STO

Supply voltage of the internal circuit boards is OK (> 21 V).Continuous greenPOWER OK

Functional safety components
The mission time of functional safety components is 20 years which equals the time
during which failure rates of electronic components remain constant. This applies to
the components of the standard Safe torque off circuit as well as anymodules, relays
and, typically, any other components that are part of functional safety circuits.

The expiry of mission time terminates the certification and SIL/PL classification of
the safety function. The following options exist:
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• Renewal of the whole drive and all optional functional safety module(s) and
components.

• Renewal of the components in the safety function circuit. In practice, this is
economical only with larger drives that have replaceable circuit boards and other
components such as relays.

Note that someof the componentsmay already have been renewed earlier, restarting
their mission time. The remaining mission time of the whole circuit is however
determined by its oldest component.

Contact your local ABB service representative for more information.

Maintenance 81



82



Ordering information

Contents of this chapter
This chapter lists the types and ordering codes of the unit components.

Youcan find thekit-specific assemblydrawings, step-by-step instructionsanddetailed
kit information on the Internet. Go to
https://sites-apps.abb.com/sites/lvacdrivesengineeringsupport/content. If necessary,
contact your local ABB representative.

Note:

• This chapter only lists the installation accessories available from ABB. All other
partsmustbe sourced froma thirdparty (such asRittal) by the system integrator.
For a listing, refer to the kit-specific installation instructions available at
https://sites-apps.abb.com/sites/lvacdrivesengineeringsupport/content. For
access, contact your local ABB representative.

• Parts that are labeled suitable for generic enclosures are not designed for any
specific enclosure system. These parts are intended as a basis for further
engineering, and may require additional parts to be fully usable.
Installation accessories designed for generic enclosures are in fact designed for
an inside width of 50 mm less than the nominal width of the enclosure. For
example, amechanical kit intended for 800mmwidegeneric enclosure is designed
for an insidewidthof 750mm, andwill not fit a 800mmwideRittal VX25 enclosure.

Kit code key
The kit codes shown in this chapter break down as follows.

The format of the kit code is x-w-s-yyy(-VX), for example, L-6-8-401 where:

• x = cooling method
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• A = air-cooled (some of these kits are also used with liquid-cooled drives)
• L = liquid-cooled

• w = cabinet width
• 4 = 400 mm
• 6 = 600 mm
• 8 = 800 mm

• s = module frame size / sizes
• 1 = R1i
• 2 = R2i
• 3 = R3i
• 4 = R4i
• 5 = R5i
• 6 = R6i/D6D
• 7 = R7i/D7D/D7T
• 8 = R8i/D8D/D8T
• X = any, or not defined.

• yyy = consecutive numbering
• 001…099 = Kits related to cabinets, for example, adapter plates

Common AC- and DC-related kits001…019

Cabinet mechanics kits020…049

Swing frame kits050…059

• 100…199 = Kits related to AC connection, for example, busbars

Kits with connection to AC100…129

Kits with connection to module130…149

Other kits related to AC connection150…199

• 200…299 = Kits related to DC connection, for example, busbars

Kits with connection to common DC200…229

Kits with connection to module230…249

Other kits related to DC connection250…299

• 300…399 = Kits related to module installation, for example, mechanical
supports

Module supporting kits, basic mechanical support300…330

Shroud kits350…379

• 400…499 = Other kits

Fan kits400…419

Air guides420…439

Cooling circuit kits440…459

• VX = Kit specifically designed for the Rittal VX25 enclosure system. Many kits
without this designation are also used with the VX25 system.
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Brake modules
The frame size of the brake modules is R8i. The delivery of a brake module includes
these items:

Brake units consisting of frame R8i brake modules are to be ordered as separate
modules. For brake unit ratings, see the technical data.

QtyOrdering code (for options, see
below)

Frame sizeBrake module type

UN = 690 V (Range 525 … 690 V):

1ACS880-104LC-0530A-7+E205R8iACS880-604LC-0870-7

1ACS880-104LC-0850A-7+E205R8iACS880-604LC-1300-7

2ACS880-104LC-0530A-7+E2052×R8iACS880-604LC-1730-7

2ACS880-104LC-0850A-7+E2052×R8iACS880-604LC-2600-7

3ACS880-104LC-0850A-7+E2053×R8iACS880-604LC-3900-7

4ACS880-104LC-0850A-7+E2054×R8iACS880-604LC-5200-7

Option codesOrdering code format

+E205: Internal du/dt filtering. Included in the
module delivery as standard.

[Module type] + code [+code]…

For example,

ACS880-104LC-0530A-7 +E205

Note: The following components are always required to construct a working unit and
must be ordered separately:

• BCU control unit kits, 1 kit/1 brake module

• Fiber optic cables

• 1 × Control circuit plug connector (3AUA0000059813)

• 1 × Control circuit plug connector (3AXD50000012975)

• Quick connectors, 1 kit/1 brake module (3AUA0000119227).

The other parts listed

• may be required by the application, or

• make the installation or use of the module easier.
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Control panel
The control panel is not included with the module but must be ordered separately.
One control panel is required for the commissioning of an ACS880 drive system, even
if the Drive Composer PC tool is used.

The control panel can be flush mounted on the cabinet door with the help of a door
mounting kit. For more information on the control panel, see ACS-AP-I, -S, -W and
ACH-AP-H, -W Assistant control panels user’s manual (3AUA0000085685 [English]).

IllustrationOrdering codeDescriptionType

3AXD50000025965Control panel with BluetoothACS-AP-W

3AUA0000108878Door mounting kit (IP55)DPMP-01

RJ45

3AXD50000009374Door mounting kit (IP65)DPMP-02
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For more information on the door mounting kits, such as the contents of the kit, see
the installation manuals:

• DPMP-01mountingplatformforcontrolpanels installationguide (3AUA0000100140
[English])

• DPMP-02/03 mounting platform for control panels installations guide
(3AUA0000136205 [English]).

Control electronics

￭ Control unit
You must equip each parallel-connected brake chopper module with a dedicated
control unit (and memory unit).

IllustrationOrdering codeQtyControl unitFrame
sizeBrake module type

UN = 690 V (Range 525… 690 V):

3AXD50000020676

1

Control unit

BCU-02 kit

R8i
ACS880-604LC-0870-7

ACS880-604LC-1300-7

22×R8i
ACS880-604LC-1730-7

ACS880-604LC-2600-7

33×R8iACS880-604LC-3900-7

44×R8iACS880-604LC-5200-7

The BCU-02 control unit kit contains:

• BCU-02 control unit

• memory unit with brake control program.

Connect the control unit to eachbrake choppermodulewith apair of fiber optic cables
(available from ABB).

You can supply 24 V DC for the control unit from the brake module. Alternatively, you
can take the power supply from another suitable power source. Youmust acquire the
cables separately. Use a suitable standard installation cable. Use plug connector X53
for the connection to the brake module.
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￭ Fiber optic cables
The following kits, each consisting of a pair of plastic fiber optic cables, are available
from ABB:

Ordering codeKit type designationLength

58988821NLWC-022 m

58948233NLWC-033 m

58948250NLWC-055 m

58948268NLWC-077 m

58948276NLWC-1010 m

Mechanical installation accessories
These kits include parts that are used for installing the module in the enclosure.

￭ Side plate kit
These parts attach to the left-hand and right-hand sides of the VX25 enclosure frame
and act as a mounting base for the module guides.

IllustrationKit codeOrdering codeQtyUsed with…

Instruction code:
3AXD50000327591

L-468-8-020-VX3AXD500003605431600 mm
VX25 enclosure
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￭ Module top/bottom guides
This kit contains the frames that support the module at the top and the bottom.

IllustrationKit codeOrdering codeQtyUsed with…

Instruction code:
3AXD50000536733

L-6-8-315-VX3AXD500005366341600 mm
VX25 enclosure

￭ Swing-out frame
The swing-out frame is a hinged compartment that can be used as a mounting base
for eg. control electronics and auxiliary voltage circuit components.

IllustrationKit codeOrdering codeQtyUsed with…

Instruction code:
3AXD50000345069

L-6-X-052-VX3AXD500003612501600 mm
VX25 enclosure
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￭ Shrouds
This kit contains the shrouds, as well as the necessary brackets and screws, to cover
the top and bottom parts of the cubicle.

IllustrationKit codeOrdering codeQtyFrame size

Instruction code:
3AXD50000353521

L-6-8-023-VX3AXD500003612671600 mm
VX25 enclosure
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￭ Lifting device
Use the lifting device when replacing a module in the Rittal VX25 enclosure.

IllustrationOrdering codeQtyEnclosureFrame

3AXD500004399971Rittal VX25R8i

Instruction code:
3AXD50000210268,
3AXD50000439409

DC-side components
Frame R8i modules are connected to the DC bus through fuses.

A DC switch/disconnector can be installed if quick isolation of the module from the
DC bus is required. One of the auxiliary contacts of the switch is used for monitoring
the open/closed state of the switch. A capacitor charging circuit is to be installed
with the DC switch/disconnector.

Note: A separate capacitor charging circuit must be designed and installed by the
customer if the inverter unit is directly connected to the DC bus and the supply unit
of the system does not have a charging capability.

￭ Common DC Flat-PLS assembly
The brackets in this kit act as a mounting base for the busbar supports of the Rittal
Flat-PLS DC bus and ensure its correct placement and alignment inside the cabinet
line-up.

The designs shown in this manual for Rittal VX25 enclosures use the Rittal Flat-PLS
busbar system. Make sure that the current in the drive system does not exceed the
current-carrying capacity of the busbars.

IllustrationKit codeOrdering codeQtyUsed with …

A-468-X-001-VX3AXD500003333871 kit per
cubicleVX25 enclosure

Instruction code:
3AXD50000333639
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￭ DC connection flanges and busbars
These DC busbars provide connection from the common DC bus to the module DC
input.

IllustrationKit codeOrdering codeQtyUsed with…

L-6-8-266-VX3AXD500005458581600 mm
VX25 enclosure

Instruction code:
3AXD50000562671

L-6-8-262-VX3AXD500005458101

600 mm
VX25 enclosure
without DC

switch/disconnector

Instruction code:
3AXD50000541010

L-6-8-263-VX3AXD500005458271

Instruction code:
3AXD50000545506
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IllustrationKit codeOrdering codeQtyUsed with…

L-6-8-264-VX3AXD500005458341

600 mm
VX25 enclosure with

DC
switch/disconnector

Instruction code:
3AXD50000543205

L-46-8-207-VX3AXD500003605672

Instruction code:
3AXD50000343614

L-6-8-265-VX3AXD500005458411Incoming resistor con-
nection busbars kit

Instruction code:
3AXD50000545087
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￭ DC fuses
DC fuses protect the module and drive DC bus against short circuits.

DC fuses (IEC)

Fuse
Ordering code

Qty
(total)

Qty
(per

module)

Unit type
ACS880-
604LC-... SizeDataType

3 (BKN/90)1250 A, 1250 V170M650063919462220870-7

3 (BKN/80)2×1000 A, 1100 V2 x 170M6548639167492×22×21300-7

3 (BKN/90)1250 A, 1250 V170M650063919462421730-7

3 (BKN/80)2×1000 A, 1100 V2 x 170M6548639167492×2×22×22600-7

3 (BKN/80)2×1000 A, 1100 V2 x 170M6548639167493×2×22×23900-7

3 (BKN/80)2×1000 A, 1100 V2 x 170M6548639167494×2×22×25200-7

DC fuses (UL)

Fuse
Ordering code

Qty
(total)

Qty
(per

module)

Unit type
ACS880-
604LC-... SizeDataType

3 (BKN/90)1250 A, 1250 V170M650063919462220870-7

23 (BKN/80)2000 A, 1250 V170M67943AXD50000343485221300-7

3 (BKN/90)1250 A, 1250 V170M650063919462421730-7

23 (BKN/80)2000 A, 1250 V170M67943AXD50000343485422600-7

23 (BKN/80)2000 A, 1250 V170M67943AXD50000343485623900-7

23 (BKN/80)2000 A, 1250 V170M67943AXD50000343485825200-7

￭ DC switch/disconnector kits

Instruction codeOrdering codeQtyUsed with…

3AXD500003307203AXD50000227037 (IEC)
3AXD50000227068 (UL)

1Frame R8i
with DC switch/disconnector

2Frame 2×R8i
with DC switch/disconnector

3Frame 3×R8i
with DC switch/disconnector

4Frame 4×R8i
with DC switch/disconnector

The kit contains the following components:

• OT1600E11 (IEC) or OT1200U11 (UL) DC switch

• OHB150J12P operating handle

• OXP12X395 operating shaft

• 2 pcs of OA1G10 and 2 pcs of OA3G01 auxiliary contacts

• OTZT4A and PDAL2/24DC interlocks

• OHZX10 alignment ring.
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￭ DC charging kits (for units with DC switch/disconnector)

Instruction codeOrdering codeQtyUsed with…

3AXD500004509783AXD50000226801 (IEC)
3AXD50000227013 (UL)

1Frame R8i
with DC switch/disconnector

2Frame 2×R8i
with DC switch/disconnector

3Frame 3×R8i
with DC switch/disconnector

4Frame 4×R8i
with DC switch/disconnector

The kit contains the following components:

• OS160GD04F (IEC) or OS100GJ04FP (UL) charging switch with terminal shrouds

• OHB65J6 operating handle

• OXP6X290 operating shaft

• 2 pcs of OA3G01 auxiliary contacts

• BSFC-12C charging controller

• 170M2676 fuses (kit 3AXD50000227013 contains FWJ-30A fuses and conversion
parts)

• OHZX10 alignment ring.

Note: Charging resistors are not included in the kit and must be ordered separately.

￭ Charging resistors (for units with DC switch/disconnector)

DataOrdering codeQtyUsed with…

33 ohm10028531

4Frame R8i
with DC switch/disconnector

8Frame 2×R8i
with DC switch/disconnector

12Frame 3×R8i
with DC switch/disconnector

16Frame 4×R8i
with DC switch/disconnector

Resistor-side components

￭ Quick connector
The power input is connected to the module through a quick connector.

Ordering information 95



IllustrationKit codeOrdering codeQtyUsed with

A-468-8-1003AUA0000119227
1 per
mod-
ule

All enclosure types

Instruction code:
3AUA0000118667

￭ Outgoing resistor connection busbars
This kit contains busbars that attach to the quick connector, and the terminals for
the resistor cables.

IllustrationKit codeOrdering codeQtyUsed with

L-468-8-131-VX3AXD50000360550
1 per
mod-
ule

400/600/800 mm
VX25 enclosure

Instruction code:
3AXD50000330874

￭ Resistor fuses
The resistor fuses protect the resistor cables against short-circuits.

FuseUnit type
ACS880-604LC-... Ordering codeSizeDataQtyType

UN = 690 V

3AXD500000211113 (BKN/80)500 A, 1250 V3170M65420870-7

639191283 (BKN/80)800 A, 1250 V3170M65461300-7

3AXD500000211113 (BKN/80)500 A, 1250 V2×3170M65421730-7

639191283 (BKN/80)800 A, 1250 V2×3170M65462600-7

639191283 (BKN/80)800 A, 1250 V3×3170M65463900-7

639191283 (BKN/80)800 A, 1250 V4×3170M65465200-7
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Note: All fuses listed are UL Recognized.

￭ Cable entry kit
Cable entry kit, to be installed on the bottom plate of the enclosure, contains four
60 mm diameter inlets for cables with grommets, wire meshing for 360° grounding,
and a strain relief bracket.

IllustrationKit codeOrdering codeQtyUsed with …

A-468-8-4413AXD500000043851 per module
(minimum)

All enclosure
types

Instruction code:
3AXD50000004817

Cooling system parts

￭ Coolant distribution manifold kits

IllustrationKit codeOrdering codeQtyEnclosure

L-468-8-4413AXD500000440841
400/600/800mm

VX25 enclosure

Instruction code:
3AXD50000048217

The manifold kits contain:

Inlet and outlet manifolds
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Inlet and outlet valves

Drain valves

Nipples for connecting the valves to manifolds

Connectors for PA piping

Plugs for unused piping connectors

Chokes for flow limitation – not used with the ACS880-604LC.

Youmust order the followingparts separately as they are not included in themanifold
kits:

• Connectors to attach to inlet, outlet and drain valves

• Connectors to attach to main pipes

• Pipes between main pipe and inlet/outlet valves

• Main pipes

• Drain pipes.

Note: The inlet and outlet valves have an R3/4" internal thread. The drain valves have
an R3/8" internal thread.

98 Ordering information



￭ Piping
PA (polyamide) pipe is available in various diameters on 50-meter reels. Refer to the
image for application.

1

3
3

4

4

2 2

Ordering codeDataItem

3AXD50000441419PA12P40, 22/18 mm, 50 m1

3AXD50000047488PA12P40, 16/13 mm, 50 m2

3AXD50000419302PA11P40, 8/6 mm, 50 m3

Not part of standard product offering4

￭ Heat exchanger
The kits include the heat exchanger and the connectors for piping.

IllustrationKit codeOrdering codeQtyUsed with …

L-468-8-4403AXD500000412651 per moduleAll enclosure
types
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￭ Cooling fan
The fan blows air through the heat exchanger, circulating the air inside the cabinet.
The kit contains the fan installed into its cowlingwhichmounts to themodule bottom
guide.

The fan is selected according to the auxiliary voltage.

IllustrationOrdering codeQtyAuxiliary voltage

3AXD500000438861 per module230 V AC
(50/60 Hz)

3AXD500000454141 per module115 V AC
(50/60 Hz)

Miscellaneous

￭ CIO-01 I/O module
CIO-01 I/Omodule for distributed I/Obus control is not included in themoduledelivery
butmust beordered separately. The distributed I/Obus controls and supervises each
cabinet fan separately. It indicatesmalfunctioning fansbywarningor faultmessages.
One CIO-01 can monitor and control up to 4 cabinet fans.

For more information, see CIO-01 I/O module for distributed I/O bus control
(3AXD50000126880 [English]).

Ordering codeQtyDataType

3AXD500000419831CIO-01 I/Omodule for distributed I/O
bus controlCIO-01
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Internal cooling circuit

Contents of this chapter
The cooling systemof a liquid-cooleddrive consists of twocircuits: the internal cooling
circuit and the external cooling circuit. The internal cooling circuit covers the
heat-generating electrical components of the drive and transfers the heat to the
cooling unit. In the cooling unit, the heat is transferred to the external cooling circuit
which is usually part of a larger external cooling system. This chapter deals with the
internal cooling circuit.

Applicability
The information in this chapter is applicable to cabinet-built ACS880 liquid-cooled
drives. Except where otherwise indicated, the information is also applicable to drives
built out of ACS880 liquid-cooled multidrives modules.

Internal cooling system
Each cubicle has an inlet and an outlet manifold, fitted with a stop valve and a drain
valve. The stop valves can be closed to isolate all modules in the cubicle from themain
cooling circuit.

In cabinet line-ups built by ABB, valves are color-coded:

• Blue – Open during operation

• Red – Closed during operation

The followingdiagramshows the coolantpipe connections in adrive systemconsisting
of a supply unit andan inverter unit. Other units, such asbrakeunits, DC/DCconverter
units have similar cooling arrangements. Other cubicles containing components that
require cooling may also contain heat exchangers.

11
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1
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Supplymodules. Thedrawing shows the configurationof adiode supply unitwith twomodules,
ie. there is a common air-to-liquid exchanger in the cubicle. With an IGBT supply unit, each
module has a dedicated air-to-liquid exchanger as shown for item 2.

1

Inverter modules2

To/From cooling unit3

Air-to-liquid heat exchangerA/L

Heat sinkHS

Inlet valvea

Inlet-side drain valveb

Outlet valvec

Outlet-side drain valved

The coolant used with ACS880 liquid-cooled drive systems is Antifrogen® L 25% or
50%mixture. See Coolant specification (Page 106).
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Connection to a cooling unit

￭ Connection to an ACS880-1007LC cooling unit
Refer to ACS880-1007LC cooling unit user’s manual (3AXD50000129607 [English]).

￭ Connection to a custom cooling unit

General requirements

Equip the system with an expansion vessel to damp pressure rise due to volume
changes when the temperature varies. Equip the system with a pump that provides
anominal flowandpressure. Keep thepressurewithin the limits specified in Technical
data (Page106). Install apressure regulator tomakesure that themaximumpermissible
operating pressure is not exceeded.

Install a bleed valve at the highest point of the cooling circuit, and a drain valve at the
lowest point.

The materials that can be used are listed in Cooling circuit materials (Page 108).

Coolant temperature control

The temperature of the coolant in the internal cooling circuit must be kept within the
limits specified in Technical data (Page 106). Note that the minimum temperature is
dependent on ambient temperature and relative humidity.

Internal cooling circuit 103

https://search.abb.com/library/Download.aspx?DocumentID=3AXD50000129607&LanguageCode=en&DocumentPartId=1&Action=LaunchDirect


Filling up and bleeding the internal cooling circuit
Both the drive and coolant must be at room temperature before filling up the cooling
circuit.

WARNING!
Make sure that themaximumpermissible operating pressure is not exceeded.
When necessary regulate the pressure to appropriate level by draining excess
coolant out of the system.

WARNING!
Bleeding of the cooling circuit is very important and has to be done with great
care. Air bubbles in the cooling circuit may reduce or completely block coolant
flow and lead to overheating. Let the air out of the cooling systemwhile filling
in coolant and, eg. after any power module replacements.

￭ Drive line-ups with an ACS880-1007LC cooling unit
Obey the filling up and bleeding instructions in ACS880-1007LC cooling unit user’s
manual (3AXD50000129607 [English]).

￭ Drive line-ups with a custom cooling unit

Note:

• In filling up the system, the drain valves in the line-up are used only to vent the air
from the circuit so that it can be displaced by the coolant. The actual bleeding of
the circuit must be done via an external bleed valve installed at the highest point
of the cooling circuit. The most practical location for the valve is usually near or
at the cooling unit.

• Observe the instructionsgivenby themanufacturer of the coolingunit. Pay special
attention to filling up and bleeding the pumps properly as they may be damaged
if operated when dry.

• Draining coolant into the sewer system is not allowed.

1. Open the bleed valve at the cooling unit.

2. Open the inlet valve and the outlet-side drain valve of one cubicle. Keep the outlet
valve and the inlet-side drain valve closed.

3. Attach a hose to the outlet-side drain valve and lead it into a suitable container.

4. Fill the circuit with coolant. For the coolant specification, refer to section Coolant
specification (Page 106).
To minimize foaming, do not exceed the filling flow rate of 5 l/min
(1.3 US gallon/min).

5. As the piping and modules in the cubicle fills up, coolant starts to flow from the
hose. Let some coolant flow out, then close the drain valve.

6. Close the inlet valve.

7. Repeat steps 2…6 for all cubicles in the line-up.

8. Open the inlet and outlet valves in all cubicles. Let any air remaining in the system
out through the bleed valve at the cooling unit.
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9. Close the bleed valve at the cooling unit.

10. Continue to fill in coolant until a base pressure of approximately 250 kPa is
achieved.

11. Open the bleed valve of the pump to let out any air.

12. Re-check the pressure and add coolant if necessary.

13. Start the coolant pump. Let any air remaining in the systemout through the bleed
valve at the cooling unit.

14. After one to two minutes, stop the pump or block the coolant flow with a valve.

15. Re-check the pressure and add coolant if necessary.

16. Repeat steps 13…15 a few times until all air is let out of the cooling circuit. Listen
for a humming sound and/or feel the piping for vibration to find out if there is
still air left in the circuit.

Draining the internal cooling circuit
Themodules in each cubicle can be drained through the drain valves without draining
the whole internal cooling circuit.

WARNING!
Hot, pressurized coolant can be present in the cooling circuit. Do not work on
the cooling circuit before the pressure is released by stopping the pumps and
draining coolant.

1. Attach hoses to each drain valve in the cubicle to be drained. Lead the hoses into
a suitable container.Make sure the ends of the hoses are not immersed in coolant
at any point so that air can displace the coolant in the system.

2. Open the drain valves. Wait until all coolant has drained.

Note: Draining coolant into the sewer system is not allowed.

3. If required, dry the piping with compressed oil-free air of less than 6 bar.

4. If the drive is to be stored in temperatures below 0 °C (32 °F),
• dry the cooling circuit with air,
• fill the cooling circuit with coolant specified under Coolant

specification (Page 106).
• drain the cooling circuit again.

Maintenance intervals
As ageneral rule, the quality of the coolant should be checked at intervals of two years.
This can be done by distributors of Antifrogen® L (see www.clariant.com) if a 250
milliliter sample is provided.
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Technical data

￭ Coolant specification

Coolant type

Antifrogen® L (by Clariant International Ltd, www.clariant.com) 25% or 50%mixture,
available from Clariant distributors and ABB Service representatives.

Note: Do not dilute the coolant. It is ready to use.

Antifrogen® L 25%mixture is usable in storage temperatures down to -16 °C (3.2 °F).
Antifrogen® L 50%mixture is usable in storage temperatures down to -40 °C (-40 °F).

Note that operation below 0 °C (32 °F) is not permitted regardless of the freezing
point of the coolant.

WARNING!
The warranty does not cover damage that occurs from the use of incorrect
coolant.

￭ Temperature limits
Ambient temperature: See the technical data of the drive/unit.

Freezeprotection:The freezingpointof the coolant isdeterminedby theconcentration
of heat transfer fluid in the mixture.

The higher the concentration of heat transfer fluid, the higher the viscosity of the
coolant. This results in a higher pressure loss in the system. See Pressure
limits (Page 108).

The nominal current ratings of drive systemmodules apply to anAntifrogen® L /water
solution of 25/75% (volume). With the Antifrogen® L concentration between 25% and
50%, the drive output current must be derated by 1/3 percentage point per 1 p.p.
increase in Antifrogen® L concentration. Thedrawingbelowshows thederating factor
(k) in relation to Antifrogen® L concentration.

1.00

0.95

25%

k

0.90
30% 35% 40% 45% 50% Antifrogen® L concentration

Incoming coolant temperature:

• 0…40 °C (32…104 °F): no drive output current derating required

• 40…45 °C (104…113 °F): drive output current must be derated by 2 percentage
points per 1 °C (1.8 °F) temperature increase, as shown by curve (a).

• 45…50 °C (113…122 °F):
• If components with a maximum operating temperature of 55 °C (131 °F) are

installed in the same space as the drive modules, drive output current must
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be derated by 6 percentage points per 1 °C (1.8 °F) temperature increase, as
shown by curve (c).

• If there are no components with a maximum operating temperature of 55 °C
(131 °F) installed in the same space as the drivemodules, drive output current
must bederatedby 2percentagepoints per 1 °C (1.8 °F) temperature increase,
as shown by curve (b).

The drawing below shows the derating factor (k) in relation to coolant temperature.

T

1.00

0.90

+40 °C
+104 °F

k

0.80

0.70

0.60

+45 °C
+113 °F

+50 °C
+122 °F

(a)

(b)

(c)

Condensation is not permitted. The minimum coolant temperature to avoid
condensation (at an atmospheric pressure of 1 bar) is shown below as a function of
relative humidity (RH) and ambient temperature (Tair).

Min. Tcoolant (°C)Tair
(°C)

RH = 40%RH = 50%RH = 65%RH = 80%RH = 95%

-7.4-4.5-0.91.94.35

-3.0-0.13.76.79.210

1.54.68.411.514.215

6.09.413.216.519.220

10.513.817.921.424.125

15.018.422.726.229.130

19.423.027.431.134.135

23.827.632.235.939.040

28.232.136.840.844.045

32.836.741.645.649.050

37.142.246.350.453.955

=Notpermittedas standardbut the coolant temperaturemustbe0 °C (32 °F) ormore.

At an air temperature of 45 °C and relative humidity of 65% the coolant temperature
must not be less than +36.8 °CExample:

Maximum temperature rise: Depends on heat losses and mass flow. Typically 10 °C
(18 °F) with nominal losses and flow.
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￭ Pressure limits
Basepressure: 250kPa (recommended); 300kPa (maximum). “Basepressure” denotes
thepressure of the systemcomparedwith the atmospheric pressurewhen the cooling
circuit is filled with coolant.

Air counterpressure in expansion vessel (with ACS880-1007LC cooling unit): 80 kPa

Design pressure (PS): 600 kPa

Nominal pressure difference: 120 kPa with Antifrogen® L 25% coolant solution, 140
kPa with Antifrogen® L 50% coolant solution. This has to be taken into account when
dimensioning the liquid cooling circuit.

Maximum pressure difference: 160 kPa

￭ Coolant flow rate limits
The maximum coolant flow rate for all drive equipment is 1.3 × nominal. See the
technical data chapter for nominal values.

￭ Cooling circuit materials
Materials used in the internal cooling circuit are listed below.

• stainless steel AISI 316L (UNS 31603)

• heavy gauge aluminum

• plastic materials such as PA, PEX and PTFE

Note: PVC hoses are not suitable for use with antifreeze.

• rubber gasketing NBR (nitrile rubber).

WARNING!
If you connect external piping to the internal cooling circuit, use only
materials that are specified above. Other materials can cause galvanic
corrosion. If the external piping contains other materials, use a cooling
unit with a heat exchanger (for example, ACS880-1007LC) to keep the
external piping separate from the internal cooling circuit.
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Technical data

Contents of this chapter
This chapter contains the technical specifications of the brake modules and related
components.

Ratings

Ratings with Rmin
Resistor values

Frame
size

ACS880-
604LC-…

Cyclic load (1 min / 5 min)No overload use

PbrIrmsIdcImax
Pcont-
max

(Sn)
I2I1RmaxRmin

kWA DCA DCA DC
kW
(kVA)

A DCA DCOhmOhm

UN = 690 V

11103519993708703107813.63.0R8i0870-7

16605271499555130046511712.42.0R8i1300-7

22207021998740173062115623.63.02×R8i1730-7

3330105329971110260093123422.42.02×R8i2600-7

49901580449616653900139635142.42.03×R8i3900-7

66502106599422205200186246852.42.04×R8i5200-7

12
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Ratings with Rmax
Resistor values

Frame
size

ACS880-
604LC-…

Cyclic load (1 min / 5 min)No overload use

PbrIrmsIdcImax
Pcont-
max

(Sn)
I2I1RmaxRmin

kWA DCA DCA DC
kW
(kVA)

A DCA DCOhmOhm

UN = 690 V

9202938333128702837813.63.0R8i0870-7

13904391249468130042511712.42.0R8i1300-7

18505851665625173056715623.63.02×R8i1730-7

27708782498937260085023422.42.02×R8i2600-7

41601316374614053900127535142.42.03×R8i3900-7

55401755499518745200170046852.42.04×R8i5200-7

￭ Definitions

Nominal voltageUN
Minimum allowed resistance value of the brake resistor per one phase of the brake
module.

Rmin

Maximum resistance value of the brake resistor per one phase of the brake module.Rmax
Connect one resistor per brake chopper module phase. For example, a brake unit of
frame size 2×R8i includes two brake chopper modules -> 2 × 3 resistors are needed.

Note:

No-overload use

Input current. Input current with Rmin is given in the type designation label.I1
Output current. This is indicated in the type designation label as 3x the valuewith Rmin
given in this table.

I2

Maximum continuous braking power per brake unit.Pcont.max

P

I

I

Apparent powerSn
Cyclic load (1 min / 5 min)

Peak brake current (DC) per brake chopper module phase.Imax
Input currentIdc
Total rms DC current per brake unit phase during a period of 1 minute with braking
power Pbr.

Irms

Short term braking power per brake unit allowed for one minute every 5 minutes.Pbr

P

I

I
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Example: Brake unit with two parallel connected modules

I

I I

I I I

I I I

I

Derating

￭ Surrounding air temperature derating
In the temperature range+45…55 °C (+113…131 °F), the ratedoutput current is derated
by 0.5 percentage points for every added 1 °C (1.8 °F). The output current can be
calculated by multiplying the current given in the rating table by the derating factor
(k):

T

1.00

0.95

+45 °C
+113 °F

+55 °C
+131 °F

k

0.90

￭ Coolant temperature derating
See section Temperature limits (Page 106).

￭ Antifreeze content derating
See section Temperature limits (Page 106).
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￭ Altitude derating
At altitudes more than 1000 m (3281 ft) above sea level, the output current derating
is 1 percentage point for every added 100m (328 ft). For example, the derating factor
for 1500 m (4921 ft) is 0.95. The maximum permitted installation altitude is given in
the technical data.

For a more accurate derating, use the DriveSize PC tool.

Modules used, noise, DC capacitance

DC capacitanceNoise level*Inverter modules used
Brake unit type
ACS880-604LC- µFdB(A)Type

ACS880-104LC-Qty

UN = 690 V

6000630530A-710870-7

9000630850A-711300-7

12000660530A-721730-7

18000660850A-722600-7

27000680850A-733900-7

36000690850A-745200-7

*Measured in a typical ABB (ACS880-607LC) cabinet installation.

Fuses
See DC fuses (Page 94) and Resistor fuses (Page 96).

Dimensions and weights
The weights of the modules are shown below. For the dimensions, see chapter
Dimension drawings.

Weight
Inverter module typeBrake module type

lbskg

13059ACS880-104LC-0530A-7
ACS880-604LC-0870-7

ACS880-604LC-1730-7

13963ACS880-104LC-0850A-7

ACS880-604LC-1300-7

ACS880-604LC-2600-7

ACS880-604LC-3900-7

ACS880-604LC-5200-7
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Free space requirements
• Left and right sides, front and back: None

• Below: Space needed by heat exchanger and cooling fan.

• Above: The cooling air flow through the module should not be restricted.

Installation orientations
The modules must be installed upright or on left-hand side (viewed from the front).

Losses, cooling circuit data and efficiency

Effi-
ciency2)

Pressure
lossCoolant flow rate

Coolant volumePower loss1)

ACS880-
604LC-…

module + heat ex-
changer

into air
surround-
ing cabin-

et

into
coolant

%kPaUS
gal/minl/minUS gallkWkW

UN = 690 V

99%1204.2160.51.90.13.30870-7

99%1204.2160.51.90.15.11300-7

99%1208.5321.03.80.26.51730-7

99%1208.5321.03.80.310.12600-7

99%12012.7481.55.70.415.13900-7

99%12016.9642.07.60.520.15200-7

1) These losses are not calculated according to the ecodesign standard IEC 61800-9-2.
2) The efficiency is not calculated according to the ecodesign standard IEC 61800-9-2.

Definitions

* Heat exchanger is installed inparallel andnot in serieswith thediode supply
module flows.

Power
loss

Total heat dissipation

Pressure
loss

Pressure loss with nominal liquid flow

Energy efficiency data (ecodesign)
Energy efficiency data is not provided for the drive/unit. The multidrives are not in
the scope of the EU ecodesign requirements (Regulation EU/2019/1781) or the UK
ecodesign requirements (Regulation SI 2021 No. 745).
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Typical power cable sizes
The tables below give current carrying capacity (ILmax) for aluminum and copper
PVC/XLPE insulated cables. A correction factor K = 0.70 is used. Time const is the
temperature time constant of the cable.

The cable sizing is based on max. 9 cables laid on the cable trays side by side, three
ladder type trays one on top of the other, ambient temperature 30 °C (EN60204-1 and
IEC 60364-5-52).

XLPE insulation
Conductor temperature 90 °C

PVC insulation
Conductor temperature 70 °C

Aluminum cable

Time const. [s]ILmax [A]Time const. [s]ILmax [A]Ø [mm]Size

669

874

1079

1376

1637

1881

2237

2740

3229

84

102

131

159

184

213

243

286

330

736

959

1182

1492

1776

2042

2422

2967

3478

67

82

105

128

148

171

196

231

267

26

29

32

38

41

44

49

54

58

3 × 35 + 10 Cu

3 × 50 + 15 Cu

3 × 70 + 21 Cu

3 × 95 + 29 Cu

3 × 120 + 41 Cu

3 × 150 + 41 Cu

3 × 185 + 57 Cu

3 × 240 + 72 Cu

3 × 300 + 88 Cu

1079

1376

1637

1881

2237

2740

3229

262

318

368

425

486

572

659

1182

1492

1776

2042

2422

2967

3478

210

256

297

343

392

462

533

2 × 32

2 × 38

2 × 41

2 × 44

2 × 49

2 × 54

2 × 58

2 × (3 × 70 + 21 Cu)

2 × (3 × 95 + 29 Cu)

2 × (3 × 120 + 41 Cu)

2 × (3 × 150 + 41 Cu)

2 × (3 × 185 + 57 Cu)

2 × (3 × 240 + 72 Cu)

2 × (3 × 300 + 88 Cu)

1881

2237

2740

3229

638

728

859

989

2042

2422

2967

3478

514

588

693

800

3 × 44

3 × 49

3 × 54

3 × 58

3 × (3 × 150 + 41 Cu)

3 × (3 × 185 + 57 Cu)

3 × (3 × 240 + 72 Cu)

3 × (3 × 300 + 88 Cu)

2237

2740

3229

971

1145

1319

2422

2967

3478

784

924

1067

4 × 49

4 × 54

4 × 58

4 × (3 × 185 + 57 Cu)

4 × (3 × 240 + 72 Cu)

4 × (3 × 300 + 88 Cu)

2237

2740

3229

1214

1431

1648

2422

2967

3478

980

1155

1333

5 × 49

5 × 54

5 × 58

5 × (3 × 185 + 57 Cu)

5 × (3 × 240 + 72 Cu)

5 × (3 × 300 + 88 Cu)

2740

3229

1718

1978

2967

3478

1386

1600

6 × 54

6 × 58

6 × (3 × 240 + 72 Cu)

6 × (3 × 300 + 88 Cu)

2740

3229

2004

2308

2967

3478

1617

1867

7 × 54

7 × 58

7 × (3 × 240 + 72 Cu)

7 × (3 × 300 + 88 Cu)

2740

3229

2290

2637

2967

3478

1848

2133

8 × 54

8 × 58

8 × (3 × 240 + 72 Cu)

8 × (3 × 300 + 88 Cu)

2740

3229

2577

2967

2967

3478

2079

2400

9 × 54

9 × 58

9 × (3 × 240 + 72 Cu)

9 × (3 × 300 + 88 Cu)

2740

3229

2867

3297

2967

3478

2310

2667

10 × 54

10 × 58

10 × (3 × 240 + 72 Cu)

10 × (3 × 300 + 88 Cu)
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XLPE insulation
Conductor temperature 90 °C

PVC insulation
Conductor temperature 70 °C

Copper cable

Time const. [s]ILmax [A]Time const. [s]ILmax [A]Ø [mm]Size

67

88

133

186

268

391

598

760

990

1230

1551

1859

2139

2525

3099

3636

16

23

30

38

53

70

89

110

134

171

209

241

279

319

376

435

85

121

175

251

359

514

791

1000

1308

1613

2046

2441

2820

3329

4073

4779

13

18

24

30

42

56

71

88

107

137

167

193

223

255

301

348

13

14

16

18

21

23

24

26

29

32

38

41

44

50

55

58

3 × 1.5 + 1.5

3 × 2.5 + 2.5

(3 × 4 + 4)

3 × 6 + 6

3 × 10 + 10

3 × 16 + 16

3 × 25 + 16

3 × 35 + 16

3 × 50 + 25

3 × 70 + 35

3 × 95 + 50

3 × 120 + 70

3 × 150 + 70

3 × 185 + 95

3 × 240 + 120

3 × 300 + 150

1230

1551

1859

2139

2525

3099

3636

342

418

482

558

638

752

869

1613

2046

2441

2820

3329

4073

4779

274

334

386

446

510

602

696

2 × 32

2 × 38

2 × 41

2 × 44

2 × 50

2 × 55

2 × 58

2 × (3 × 70 + 35)

2 × (3 × 95 + 50)

2 × (3 × 120 + 70)

2 × (3 × 150 + 70)

2 × (3 × 185 + 95)

2 × (3 × 240 + 120)

2 × (3 × 300 + 150)

1859

2139

2525

3099

3636

723

837

957

1128

1304

2441

2820

3329

4073

4779

579

669

765

903

1044

3 × 41

3 × 44

3 × 50

3 × 55

3 × 58

3 × (3 × 120 + 70)

3 × (3 × 150 + 70)

3 × (3 × 185 + 95)

3 × (3 × 240 + 120)

3 × (3 × 300 + 150)

2139

2525

3099

3636

1116

1276

1504

1304

2820

3329

4073

4779

892

1020

1204

1391

4 × 44

4 × 50

4 × 55

4 × 58

4 × (3 × 150 + 70)

4 × (3 × 185 + 95)

4 × (3 × 240 + 120)

4 × (3 × 300 + 150)

2525

3099

3636

1595

1880

2173

3329

4073

4779

1275

1505

1739

5 × 50

5 × 55

5 × 58

5 × (3 × 185 + 95)

5 × (3 × 240 + 120)

5 × (3 × 300 + 150)

2525

3099

3636

1914

2256

2608

3329

4073

4779

1530

1806

2087

6 × 50

6 × 55

6 × 58

6 × (3 × 185 + 95)

6 × (3 × 240 + 120)

6 × (3 × 300 + 150)

3099

3636

2632

3043

4073

4779

2107

2435

7 × 55

7 × 58

7 × (3 × 240 + 120)

7 × (3 × 300 + 150)

3099

3636

3008

3477

4073

4779

2408

2783

8 × 55

8 × 58

8 × (3 × 240 + 120)

8 × (3 × 300 + 150)
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Typical resistor cable sizes
This table gives copper cable types. Cable sizing is based on max. 9 cables laid on a
cable ladder side by side, three ladder type trays one on top of the other, ambient
temperature 30 °C, PVC insulation, surface temperature 70 °C and 90 °C (EN 60204-1
and IEC60364-5-2/2001). For other conditions, size the cables according to local safety
regulations, appropriate input voltage and the load current of the drive. Irms dim is the
dimensioning current.

Cable data
Irms dim

Frame sizeACS880-604LC-… Cable, T=90 °CCable, T=70 °C

mm2mm2A

UN= 690 V

3×(3×240+120)3×(2×(3×120+70))372R8i0870-7

3×(2×(3×150+70))3×(2×(3×240+120))559R8i1300-7

2×(3×(3×240+120))2×(3×(2×(3×120+70)))7452×R8i1730-7

2×(3×(2×(3×150+70)))2×(3×(2×(3×240+120)))11172×R8i2600-7

3×(3×(2×(3×150+70)))3×(3×(2×(3×240+120)))16763×R8i3900-7

4×(3×(2×(3×150+70)))4×(3×(2×(3×240+120)))22344×R8i5200-7

￭ Maximum cable length
The maximum cable length of the resistor cable(s) is 300 m (984 ft). Keep the cable
as short as possible in order to minimize the EMC emissions and stress on chopper
IGBTs. The longer the cable the higher the EMC emissions. The longer the cable the
higher the inductive loadand voltagepeaksover the IGBT semiconductors of thebrake
chopper.

Input power (DC) connection

ACS880-104LC-xxxx-7 modules: 709…976 V DC. This is indicated in the type
designation label as typical input voltage levels 742 / 849 / 976 (849 UL, CSA)
V DC.

Voltage (U1)

M12,maximum intrusion intomodule 20mm (0.8”). Torque: 70 N·m (52 lbf·ft).Input terminals

Resistor connection

0…U1 3-phase symmetrical.Voltage (U2)

For ACS880-104LC-xxxx-7 modules: This is indicated in the type designation
label as typical output voltage levels 3×0…742 / 849 / 976 V DC.

300 m (984 ft)Maximum resistor cable
length

Control connections
See chapter The control unit (Page 123).

Coolant connections
See Coolant connectors (Page 18).
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Auxiliary power consumption

￭ Control equipment

Scont
VA

Pcont
W

Istart
A

Icont
A

f
HzUNDevice

-48-2.0-24 V DC (±10%)BCU control unit

---0.15-24 V DC (±10%)BSFC-12C charging controller

---0.1-24VDC (+20%/-
15%)CIO-01 I/O module

9----24VDC (+10%/-
30%)

PDAL2 switch/disconnector inter-
lock coil

-105-0.4550230 V AC
(+15%/-20%)

R8i module: internal electronics

-105-0.960115 V AC
(+15%/-20%)

￭ Cooling fans

Icont
A

f
Hz

UN
V ACFrame sizeType

1.450/60200…240R8iCooling fan 230 VAC

2.450/60100…130R8iCooling fan 115 VAC

￭ Definitions

Supply frequencyf

Continuous current consumptionIcont

Calculated load current at startIstart

Continuous input powerPcont

Voltage requirementUN

Protection classes for module

IP00Degrees of protection
(IEC/EN 60529)

UL Open TypeEnclosure types (UL
50/50E)

IIIOvervoltage category
(IEC/EN 60664-1)

IProtective class
(IEC/EN 61800-5-1)
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Ambient conditions

The unit is to be used in a heated indoor controlled environment.

Transportation in pro-
tective package

Storage in protective
package

Operation installed for
stationary use

--0 … 2000 m
(0 … 6561.7 ft) no derat-
ing.

Altitude above sea level

Foraltitudesover 2000m
(6561.7 ft), contact ABB.

-40 … +70 °C-40 … +70 °C0… +55 °C
(+32 … +131 °F), no con-
densation allowed.

Air temperature
(-40 … +158 °F)(-40 … +158 °F)

Maximum 95%, no con-
densation allowed

Maximum 95%, no con-
densation allowed

Maximum 95%, no con-
densation allowed

Relative humidity

No condensation allowed. Maximum allowed relative humidity is 60% in the
presence of corrosive gases.

IEC 60721-3-2:1997IEC 60721-3-1:1997IEC/EN 60721-3-3:2002:
Classification of environ-
mental conditions - Part
3-3: Classification of
groups of environmental
parameters and their
severities - Stationary
useofweatherprotected
locations

Contamination

Class 2C2Class 1C2Class 3C2Chemical gases

Class 2S2Class 1S3 (packing must
support this, otherwise
1S2)

Class 3S1Solid particles

No conductive dust al-
lowed.

IEC/EN 60721-3-1:1997IEC/EN 60721-3-1:1997IEC 61800-5-1Vibration
IEC 60068-2-6:2007,

EN60068-2-6:2008Envir-
onmental testing Part 2:
Tests -Test Fc: Vibration
(sinusoidal)

10 … 57 Hz, max.
0.075 mm amplitude

57 … 150 Hz 1 g
Tested in a typical cabin-
etassemblyaccording to:

Max. 1 mm (0.04 in.)

(peak value, 5… 13.2 Hz),

max. 0.7 g (13.2…100Hz)
sinusoidal

With packing max.
100 m/s2 (330 ft./s2)
11 ms

With packing max.
100 m/s2 (330 ft./s2)
11 ms

Not allowedShock
IEC 60068-2-27:2008,

EN 60068-2-27:2009

Environmental testing -
Part 2-27: Tests - Test Ea
and guidance: Shock
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Materials
See ACS880 cabinet-installed drives Recycling instructions and environmental
information (3AXD50000153909 [English]).

Color
PMS 1C Cool Gray and PMS Process Black.

Package
Plywood base, corrugated cardboard, PET straps. Product wrapping: polyethylene
sheet or VCI protection bag.

Disposal
Themain parts of the drive can be recycled to preserve natural resources and energy.
Product parts and materials should be dismantled and separated.

Generally allmetals, such as steel, aluminum, copper and its alloys, andpreciousmetals
can be recycled asmaterial. Plastics, rubber, cardboard and other packagingmaterial
canbeused in energy recovery. Printed circuit boards and large electrolytic capacitors
need selective treatment according to IEC 62635 guidelines. To aid recycling, plastic
parts are marked with an appropriate identification code.

Contact your local ABB distributor for further information on environmental aspects
and recycling instructions for professional recyclers. Endof life treatmentmust follow
international and local regulations. SeeACS880cabinet-installeddrives andmultidrives
modules recycling instructions and environmental information (3AXD50000153909
[English]).

Standards
See ACS880 liquid-cooled multidrive cabinets and modules electrical planning
(3AXD50000048634 [English]).

Markings
See ACS880 liquid-cooled multidrive cabinets and modules electrical planning
(3AXD50000048634 [English]).
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Tightening torques
For Rittal components, use the torques given in the Rittal assembly documentation.

Unless a tightening torque is specified in the text, the following torques can be used.

￭ Electrical connections

Strength classTorqueSize

4.6...8.80.5 N·m (4.4 lbf·in)M3

4.6...8.81 N·m (9 lbf·in)M4

8.84 N·m (35 lbf·in)M5

8.89 N·m (6.6 lbf·ft)M6

8.822 N·m (16 lbf·ft)M8

8.842 N·m (31 lbf·ft)M10

8.870 N·m (52 lbf·ft)M12

8.8120 N·m (90 lbf·ft)M16

￭ Mechanical connections

Strength classMax. torqueSize

8.86 N·m (53 lbf·in)M5

8.810 N·m (7.4 lbf·ft)M6

8.824 N·m (17.7 lbf·ft)M8

￭ Insulation supports

Strength classMax. torqueSize

8.85 N·m (44 lbf·in)M6

8.89 N·m (6.6 lbf·ft)M8

8.818 N·m (13.3 lbf·ft)M10

8.831 N·m (23 lbf·ft)M12

￭ Cable lugs

Strength classMax. torqueSize

8.8 (A2-70 or A4-70*)15 N·m (11 lbf·ft)M8

8.832 N·m (23.5 lbf·ft)M10

8.850 N·m (37 lbf·ft)M12

Disclaimers

￭ Generic disclaimer
The manufacturer shall have no obligation with respect to any product which (i) has
been improperly repaired or altered; (ii) has been subjected to misuse, negligence or
accident; (iii) has been used in a manner contrary to the manufacturer’s instructions;
or (iv) has failed as a result of ordinary wear and tear.
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￭ Cybersecurity disclaimer
Thisproduct canbeconnected toandcommunicate informationanddata via anetwork
interface. The HTTP protocol, which is used between the commissioning tool (Drive
Composer) and theproduct, is anunsecuredprotocol. For independent andcontinuous
operation of product such connection via network to commissioning tool is not
necessary. However it is Customer's sole responsibility to provide and continuously
ensure a secure connection between the product and Customer network or any other
network (as the casemay be). Customer shall establish andmaintain any appropriate
measures (such asbut not limited to the installationof firewalls, preventionof physical
access, application of authentication measures, encryption of data, installation of
anti-virus programs, etc.) to protect the product, the network, its system and the
interface against any kind of security breaches, unauthorized access, interference,
intrusion, leakage and/or theft of data or information.

Notwithstanding any other provision to the contrary and regardless of whether the
contract is terminated or not, ABB and its affiliates are under no circumstances liable
for damagesand/or losses related to such security breaches, anyunauthorizedaccess,
interference, intrusion, leakage and/or theft of data or information.

Technical data 121



122



The control unit

Contents of this chapter
This chapter

• describes the connections of the control unit

• contains the specifications of the inputs and outputs of the control unit.

General
Each brake module is controlled by a dedicated BCU control unit. The control unit
consists of a BCON-12 control board (and a BIOC-01 I/O connector board and power
supply board) built in a metal housing. The control unit is connected to the brake
module by fiber optic cables.
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BCU-x2 layout

Description

I/O terminals (see following diagram)I/O

I/O extension, encoder interface or
fieldbus adapter module connection.
(This is the sole location for an FDPI-02
diagnostics and panel interface.)

SLOT 1

I/O extension, encoder interface or
fieldbus adapter module connection

SLOT 2

I/O extension, encoder interface, field-
bus adapter or FSO safety functions
module connection

SLOT 3

RDCO-0x DDCS communication option
module connection

SLOT 4

Memory unit connectionX205

Holder for real-time clock battery
(BR2032)

BATTERY

Mode selector for analog input AI1 (I =
current, U = voltage)

AI1

Mode selector for analog input AI2 (I =
current, U = voltage)

AI2

Terminationswitch fordrive-to-drive link
(D2D)

D2D TERM

Ground selection. Determines whether
DICOM is separated from DIOGND (ie.
the common reference for the digital in-
puts floats). See the ground isolation
diagram.

DICOM=
DIOGND

7-segment display
Multicharacter indications are displayed as repeated
sequences of characters

(“U” is indicated briefly before “o”.)

Control program running

Control program startup in progress

(Flashing) Firmware cannot be started.
Memory unit missing or corrupted

Firmware download from PC to control
unit in progress

Atpower-up, thedisplaymay showshort
indications of eg. “1”, “2”, “b” or “U”.
These are normal indications immedi-
ately after power-up. If the display ends
up showing any other value than those
described, it indicatesahardware failure.
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Description

Analog inputsXAI

Analog outputsXAO

Digital inputs, Digital input interlock (DIIL)XDI

Digital input/outputsXDIO

Drive-to-drive linkXD2D

+24 V output (for digital inputs)XD24

Ethernet port – Not in useXETH

External power inputXPOW

Relay output RO1XRO1

Relay output RO2XRO2

Relay output RO3XRO3

Safe torque off connection (input signals)XSTO

Safe torque off connection (to inverter
modules)

XSTO OUT

(On the opposite side) Not in useX12

Control panel / PC connectionX13

Connection to CIO-01 (optional)X485

Fiber optic connection tomodules 1 and 2
(VxT = transmitter, VxR = receiver)

V1T/V1R,
V2T/V2R

Fiber optic connection to modules 3…7
(BCU-12/22 only)
(VxT = transmitter, VxR = receiver)

V3T/V3R
…
V7T/V7R

Fiber optic connection to modules 8…12
(BCU-22 only)
(VxT = transmitter, VxR = receiver)

V8T/V8R
…
V12T/V12R

Data logger memory card for inverter
module communication

SD CARD

Real-time clock battery voltage is higher
than 2.8 V. If the LED is off when the con-
trol unit is powered, replace the battery.

BATT OK

Thecontrol programhasgenerateda fault.
See the firmwaremanual of the supply/in-
verter unit.

FAULT

Internal voltage supply is OKPWR OK

Writing to memory card in progress. Do
not remove the memory card.

WRITE

XDI

XSTO

X485

XD2D

XRO1

XRO2

XRO3

XDIO

XD24

XSTO
OUT

XAI

XAO

XPOW
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Default I/O diagram of the brake control unit
The diagram below shows the default I/O connections on the brake control unit, and
describes the use of the signals/connections.See also example circuit diagrams.

The wire size accepted by all screw terminals (for both stranded and solid wire) is 0.5
… 2.5 mm2 (24…12 AWG). The torque is 0.5 N·m (5 lbf·in).

DescriptionTerminal

Drive-to-drive linkXD2D

Not in use by default

B11
2
3
4

A2

BGND3

Shield4

RS485 connectionX485

Cooling fan monitoring (CIO module)

B55
6
7
8

A6

BGND7

Shield8

Relay outputsXRO1, XRO2, XRO3

XRO1: Running1) (Energized =
running) 250 V AC / 30 V DC, 2 A

Norm. closedNC11

22
23
31
32

11
12
13
21

33

CommonCOM12

Norm. openNO13

XRO2: Fault (-1)1) (Energized = no
fault) 250 V AC / 30 V DC, 2 A

Norm. closedNC21

CommonCOM22

Norm. openNO23

XRO1: Running1) (Energized =
running) 250 V AC / 30 V DC, 2 A

Norm. closedNC31

CommonCOM32

Norm. openNO33

XSTO connectorXSTO, XSTO OUT

XSTO: Factory connection. Both circuits (powermodule, control unit)must
be closed for the brake unit to start (IN1 and IN2 must be connected to
OUT).2)

OUT1

5
6
7
8

1
2
3
4

SGND2

IN13

IN24

XSTO OUT: Not in use.

IN15

SGND6

IN27

SGND8

Digital inputsXDI
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DescriptionTerminal

Temp fault1) (0 = overtemperature)DI11

5
6
7

1
2
3
4

Not in use by defaultDI22

Not in use by defaultDI33

Not in use by defaultDI44

Not in use by defaultDI55

Reset1) (0 -> 1 = fault reset)DI66

Not in use by defaultDIIL7

Digital input/outputsXDIO

Not in use by defaultDIO111
2
3
4

Not in use by defaultDIO22

Digital input/output groundDIOGND3

Digital input/output groundDIOGND4

Auxiliary voltage outputXD24

+24 V DC 200 mA3)+24VD15
6
7
8

Digital input groundDICOM2

+24 V DC 200 mA3)+24VD3

Digital input/output groundDIOGND4

Ground selection switch4)DICOM=DIOGNDO
N

O
FF

Analog inputs, reference voltage outputXAI

10 V DC, RL 1…10 kohm+VREF1

5
6
7

1
2
3
4

-10 V DC, RL 1…10 kohm-VREF2

GroundAGND3

Not in use by default. 0(4)…20 mA, Rin = 100 ohm5)
AI1+4

AI1-5

Not in use by default. 0(2)…10 V, Rin > 200 kohm6)
AI2+6

AI2-7

Analog outputsXAO

Zero (no signal indicated)1) 0…20 mA, RL < 500 ohm
AO111

2
3
4

AGND2

Zero (no signal indicated)1) 0…20 mA, RL < 500 ohm
AO23

AGND4

External power inputXPOW

24 V DC, 2.05 A

+24VI11
2
3
4

GND2

+24VI3

GND4

Not in use in brake unitsX12

Control panel connectionX13

Memory unit connectionX205

1) Default useof the signal in the control program.Theuse canbe changedbyaparameter. Seealso thedelivery-specific
circuit diagrams.
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2) This input only acts as a true Safe torque off input in inverter control units. In other applications (such as a supply
or brake unit), de-energizing the IN1 and/or IN2 terminal will stop the unit but not constitute a true safety function.

3) Total load capacity of these outputs is 4.8 W (200 mA at 24 V) minus the power taken by DIO1 and DIO2.
4) Determineswhether DICOM is separated fromDIOGND (ie, common reference for digital inputs floats). ON: DICOM
connected to DIOGND. OFF: DICOM and DIOGND separate.

5) Current [0(4)…20 mA, Rin = 100 ohm] or voltage [0(2)…10 V, Rin > 200 kohm] input selected by switch AI2. Change
of setting requires reboot of control unit.

6) Current [0(4)…20 mA, Rin = 100 ohm] or voltage [0(2)…10 V, Rin > 200 kohm] input selected by switch AI1. Change
of setting requires reboot of control unit.

Connecting motor temperature sensors to the drive
IEC/EN 60664 requires double or reinforced insulation between the control unit and
the live parts of the motor. To achieve this, use an FPTC-01 or FPTC-02 protection
moduleor anFAIO-01extensionmodule. SeeACS880 liquid-cooledmultidrives cabinets
and modules electrical planning instructions (3AXD50000048634) and the module
manual.

External power supply for the control unit (XPOW)
The control unit is powered from a 24 V DC, 2 A supply through terminal block XPOW.
With a type BCU control unit, a second supply can be connected to the same terminal
block for redundancy.

Using an external supply is recommended, if:

• the control unit needs to be kept operational during input power breaks, for
example, because of continuous fieldbus communication

• immediate restart is neededafter apowerbreak (that is, no control unit power-up
delay is allowed).

The X485 connector
TheX485provides a connection for optional CIO-01 I/Omodule. The followingdiagram
shows the wiring for the CIO module.

BCU CIO CIO
X485

B
A

BGND
SHIELD

X485
B
A

GND
SHIELD

X485
B
A

GND
SHIELD
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Safe torque off (XSTO, XSTO OUT)

Note: The XSTO input only acts as a true Safe torque off input on the inverter control
unit. De-energizing the IN1 and/or IN2 terminals of other units (supply, DC/DC
converter, or brake unit) will stop the unit but not constitute a true safety function.

FSO safety functions module connection (X12)
Refer to the applicable FSOmodule user'smanual. Note that the FSO safety functions
module is not used in supply, DC/DC converter or brake units.

SDHCmemory card slot
The BCU-x2 has an on-board data logger that collects real-time data from the power
modules to help fault tracing and analysis. The data is stored onto the SDHCmemory
card inserted into the SD CARD slot and can be analyzed by ABB service personnel.
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Connector data

Connector pitch 5 mm, wire size 0.5 … 2.5 mm2 (22…12 AWG)Power supply (XPOW)

Maximum tightening torque 0.45 N·m (4 lbf·in)

24 V (±10%) DC, 2 A

External power input.

Two supplies can be connected to the BCU-x2 for redundancy.

Connector pitch 5 mm, wire size 0.5 … 2.5 mm2 (22…12 AWG)Relay outputs RO1…RO3
(XRO1…XRO3) Maximum tightening torque 0.45 N·m (4 lbf·in)

250 V AC / 30 V DC, 2 A

Protected by varistors

Connector pitch 5 mm, wire size 0.5 … 2.5 mm2 (22…12 AWG)+24 V output (XD24:2 and XD24:4)

Maximum tightening torque 0.45 N·m (4 lbf·in)

Total load capacity of these outputs is 4.8 W (200 mA / 24 V)
minus the power taken by DIO1 and DIO2.

Connector pitch 5 mm, wire size 0.5 … 2.5 mm2 (22…12 AWG)Digital inputs DI1…DI6
(XDI:1…XDI:6) Maximum tightening torque 0.45 N·m (4 lbf·in)

24 V logic levels: “0” < 5 V, “1” > 15 V

Rin: 2.0 kohm
Input type: NPN/PNP (DI1…DI5), PNP (DI6)

Hardware filtering: 0.04 ms, digital filtering up to 8 ms

DI6 (XDI:6) can alternatively be used as an input for a PTC sensor.
"0" > 4 kohm, "1" < 1.5 kohm.

Imax: 15 mA (DI1…DI5), 5 mA (DI6)

Connector pitch 5 mm, wire size 0.5 … 2.5 mm2 (22…12 AWG)Start interlock input DIIL (XDI:7)

Maximum tightening torque 0.45 N·m (4 lbf·in)

24 V logic levels: "0" < 5 V, "1" > 15 V

Rin: 2.0 kohm
Input type: NPN/PNP

Hardware filtering: 0.04 ms, digital filtering up to 8 ms

Connector pitch 5 mm, wire size 0.5 … 2.5 mm2 (22…12 AWG)Digital inputs/outputs DIO1 and DIO2
(XDIO:1 and XDIO:2) Maximum tightening torque 0.45 N·m (4 lbf·in)
Input/output mode selection by
parameters.

As inputs: 24 V logic levels: "0" < 5 V, "1" > 15 V. Rin: 2.0 kohm.
Filtering: 1 ms.

DIO1 can be configured as a frequency
input (0…16 kHz with hardware
filtering of 4 microseconds) for 24 V
level square wave signal (sinusoidal or
otherwave formcannotbeused). DIO2
canbe configuredas a 24V level square
wave frequency output. See the
firmware manual, parameter group
111/11.

As outputs: Total output current from +24VD is limited to 200
mA

RL

DIOx

DIOGND

+24VD

Connector pitch 5 mm, wire size 0.5 … 2.5 mm2 (22…12 AWG)Reference voltage for analog inputs
+VREF and -VREF (XAI:1 and XAI:2) Maximum tightening torque 0.45 N·m (4 lbf·in)

10 V ±1% and -10 V ±1%, Rload 1…10 kohm

Maximum output current: 10 mA
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Connector pitch 5 mm, wire size 0.5 … 2.5 mm2 (22…12 AWG)Analog inputs AI1 and AI2
(XAI:4 … XAI:7). Maximum tightening torque 0.45 N·m (4 lbf·in)
Current/voltage input mode selection
by switches

Current input: -20…20 mA, Rin = 100 ohm
Voltage input: -10…10 V, Rin > 200 kohm
Differential inputs, common mode range ±30 V

Sampling interval per channel: 0.25 ms

Hardware filtering: 0.25 ms, adjustable digital filtering up to 8
ms

Resolution: 11 bit + sign bit

Inaccuracy: 1% of full scale range

Connector pitch 5 mm, wire size 0.5 … 2.5 mm2 (22…12 AWG)Analog outputs AO1 and AO2 (XAO)

Maximum tightening torque 0.45 N·m (4 lbf·in)

0…20 mA, Rload < 500 ohm
Frequency range: 0…500 Hz

Resolution: 11 bit + sign bit

Inaccuracy: 2% of full scale range

Connector pitch 5 mm, wire size 0.5 … 2.5 mm2 (22…12 AWG)XD2D connector

Maximum tightening torque 0.45 N·m (4 lbf·in)

Physical layer: RS-485

Transmission rate: 8 Mbit/s

Cable type: Shielded twisted-pair cable with a twisted pair for
data and a wire or another pair for signal ground (nominal
impedance 100 … 165 ohm, for example Belden 9842)

Maximum length of link: 50 m (164 ft)

Termination by switch

Connector pitch 5 mm, wire size 0.5 … 2.5 mm2 (22…12 AWG)RS-485 connection (X485)

Maximum tightening torque 0.45 N·m (4 lbf·in)

Physical layer: RS-485

Cable type: Shielded twisted-pair cable with a twisted pair for
data and a wire or another pair for signal ground (nominal
impedance 100 … 165 ohm, for example Belden 9842)

Maximum length of link: 50 m (164 ft)

Connector pitch 5 mm, wire size 0.5 … 2.5 mm2 (22…12 AWG)Safe torque off connection (XSTO)

Maximum tightening torque 0.45 N·m (4 lbf·in)

Input voltage range: -3…30 V DC

Logic levels: "0" < 5 V, "1" > 17 V.

Note: For the unit to start, both connections must be “1”. This
applies toall control units (includingdrive, inverter, supply, brake,
DC/DC converter etc. control units), but true Safe torque off
functionality is only achieved through the XSTO connector of
the drive/inverter control unit.
EMC (immunity) according to IEC 61326-3-1 and IEC 61800-5-2

Connector pitch 5 mm, wire size 0.5 … 2.5 mm2 (22…12 AWG)Safe torque off output (XSTO OUT )

Maximum tightening torque 0.45 N·m (4 lbf·in)

To STO connector of inverter module.

Connector: RJ-45Control panel connection (X13)

Cable length < 100 m (328 ft)

Connector: RJ-45Ethernet connection (XETH)

This connection is not supported by the firmware

Memory card type: SDHCSDHCmemory card slot (SD CARD)

Maximummemory size: 4 GB
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Real-time clock battery type: BR2032Battery

The terminals of the control unit fulfill the Protective Extra Low Voltage (PELV) requirements. The PELV
requirements of a relay output are not fulfilled if a voltage higher than 48 V is connected to the relay
output.
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￭ BCU-x2 ground isolation diagram

XPOW
+24VI 1
GND 2
+24VI 3
GND 4

XAI
+VREF 1
-VREF 2
AGND 3
AI1+ 4
AI1- 5
AI2+ 6
AI2- 7

XAO
AO1 1

AGND 2
AO2 3

AGND 4
XD2D

B 1
A 2

BGND 3
SHIELD 4

XRO1, XRO2, XRO3
NC 11

COM 12
NO 13
NC 21

COM 22
NO 23
NC 31

COM 32
NO 33

XD24
+24VD 5
DICOM 6
+24VD 7

DIOGND 8
XDIO

DIO1 1
DIO2 2

DIOGND 3
DIOGND 4

XDI
DI1 1
DI2 2
DI3 3
DI4 4
DI5 5
DI6 6
DIIL 7

XSTO
OUT 1

SGND 2
IN1 3
IN2 4

XSTO OUT
IN1 5

SGND 6
IN2 7

SGND 8

*

**

*Ground selector (DICOM=DIOGND) settings

DICOM=DIOGND: ON

All digital inputs share a common ground (DICOM connected to DIOGND). This is the default setting.

DICOM=DIOGND: OFF

Groundofdigital inputsDI1…DI5andDIIL (DICOM) is isolated fromDIOsignal ground (DIOGND). Isolation
voltage 50 V.

**The maximum common mode voltage between each AI input and AGND is +30 V
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Dimension drawings

Contents of this chapter
This chapter contains dimension drawings of the brake module and related
components. Dimensional drawings of most installation accessories are available
from ABB on request.
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Brake module

Dimensions in mm

1 mm = 0.0394 in
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￭ Quick connector

Dimensions in mm

1 mm = 0.0394 in
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Control electronics

￭ BCU control unit
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￭ DPMP-01 control panel mounting platform

Dimension drawings   155

ACX-AP-x control panel with door mounting kit

ACX-AP-x_dimensions control panel with door mount kit.pdf
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￭ DPMP-02 control panel mounting platform
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DC fuse blocks (Bussmann)

￭ Size 3

D

E

B

A

H

G

F

E

H
mm (inch)

G
mm (inch)

FE
mm (inch)

D
mm (inch)

B
mm (inch)

A
mm (inch)Size

30 (1.18)10 (0.39)M1276 (2.99)92 (3.62)83 (3.27)81 (3.19)3 (BKN/80)

30 (1.18)10 (0.39)M1276 (2.99)92 (3.62)91 (3.58)81 (3.19)3 (BKN/90)

￭ Size 23
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Switchgear and charging components

￭ DC switch/disconnector

OT1200U11, OT1600E11

mm
in

13,5
0,53

22,5

11

0,89
20

0,79

40
1,57 6

0,24

OT1000-1250E_
OT1000-1250X_

50
1,97

306
12,05

OT1600E_ 
OT1600X_
OT800U_
OT1200U_

372
14,65

0,43

3,27
83

122
4,80

82
3,23

116
4,57

206
8,11

189
7,44

A

50
1,97

M
00

13
6/

O
T

80
0U

-1
60

0E
  G

M8
5/16

*)

*)

B

223,2

122

B1

8,79

4,80

176

135

C1

5,31

6,93

232

107

A1

4,21

9,13

62,5
2,46

15
0,59

14
0,55

12
0,47
22

0,87

127

178

108

8

min 20
min 0,79

166,5 / 105
6,56 / 4,13 6

0,24

5

167
6,57

7,01

4,25

0,31

8
0,31

*)

167
6,57

251...380 (OXP12x280)
9,84...14,96

131,5
5,18 54

80

70

274
10,79

2,13

2,76

3,15
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￭ Charging switch

OS100GJ04FP

T

O

ON

95,5
3,76

46
1,81

17,5
0,69

53,3/2,10

11
0,43

46
1,81

35
1,38

A

M5

138...205 (OXP 6x161)
5,35...8,07

81/3,19

69/2,7260/2,36

36
1,42

2,5
0,10

38
1,50

220
8,66

172
6,77

min 14
       0,55

104,5/4,11

65
2,56

125,5
4,94

138,5
5,45

mm
in 45

1,77

   6
0,24

33,4
1,31

20
0,798,5

0,33

T

O

ON

T

O

ON

T

O

ON

C125
0,98

84
3,31

B117,5
0,69

110
4,33

114
4,49

A110
0,39
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OS160GD04F

T

O

ON

95.5

43
17.5

53.3
33.4
20
8.5 7.2

5.5

114.5

M5

46 35

A

C

65

45
81

138...205 (OXP 6x161)

38 2.5

242.5

46

140

>14

B

6

Ø9

10
20

T

O

ON

T

O

ON

T

O

ON

10

114

A1 B1

110

17.5

C1

84

25

Back
connection
types:

￭ Switch handles

OHB65J6

L = 65 mm

B = 6 × 6 mm
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OHB150J12P

Ø31 Ø5

45°

53
53

   69,4

54 7180

L

ø

L = 300 mm

Shaft: 12 × 12 mm

￭ Auxiliary contacts

OA1G10

OA3G01

Dimension drawings 145



￭ Charging resistor

d

D
D MAX

b e
k

L

LB

f×i

f×i

Dimensions in mm

1 mm = 0.0394 in
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￭ BSFC-12C charging controller

79 (3.11”)

24
7 

(9
.7

2”
)

66
.5

 (2
.6

2”
)

PWR

RATINGS

SUPPLY VOLTAGE (X5)
24 V DC, 80 mA

SOLENOID CONTROL 
OUTPUT (X5) 24 V DC, 

MAX 2A

EXCITATION VOLTAGE 
OUTPUT (X4)

24 V DC, MAX 10mA

OPER. TEMPERATURE 
MAX +70 °C

B
S

FC
-12C

S
W

ITC
H

 FU
S

E
C

O
N

TR
O

LLER
IND. CONT. EQ. 

1PD8

UDC

UDC

TO BE USED WITH 
ABB DRIVES ONLY. 
MAXIMUM RATED 

SYSTEM VOLTAGE
UL: 600 V AC
IEC: 690 V AC

UDC

X5

1   +24V

2  0V

3  PE

4

5 +24V 
SOL
6  0V 
SOL

X4

1   24V

2  AUX2

3  GND

4  GND

STAT

S3

V3

V4

S2

V1

V2

S1

DIS
EN

DIS
EN

DIS
EN

INV1

INV2

INV3

STAT

STAT

V5

V6

STAT
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CIO-01 I/O module

Dimensions in mm

1 mm = 0.0394 in
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Example circuit diagrams

Contents of this chapter
This chapter contains connection diagram examples for brake units.

Note: The Safe torque off (STO) function is not in use, and has been bridged at the
factory.

Note: These diagrams do not necessarily match the installation-specific circuit
diagrams of a tailor-made cabinet-installed unit.

Component designations used in the diagrams

ComponentDesignation

Charging controllerA11.x

BCU control unitA41

FDPI diagnostics and control panel interfaceA47

DPMP-01 panel mounting platform kit (to be ordered separately)A48

ACS-AP-W control panelA49

CIO-01 module for fan monitoringA115

FusesF11.xx

Cooling fanG115

Charging switchQ10.x

Main switch/disconnectorQ11.x

Charging resistorsR10.x

Brake moduleT11.x

External 24 V DC power supplyT22

15
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Frame 2×R8i - Main circuit (sheet 001a)
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Frame 2×R8i - Main circuit (sheet 001b)
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Frame 2×R8i - Charging circuit (sheet 002a)
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Frame 2×R8i - Charging circuit (sheet 002b)
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Frame 2×R8i - Module control circuit (sheet 005a)
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Frame 2×R8i - Auxiliary voltage supply (sheet 020a)
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Frame 2×R8i - Auxiliary voltage supply (sheet 020b)
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Frame 2×R8i - 230/115 V distribution (sheet 021a)
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Frame 2×R8i - (230/115 V distribution (sheet 021b)
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Frame 2×R8i - 24 V distribution (sheet 022a)
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Frame 2×R8i - 24 V distribution (sheet 022b)
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Frame 2×R8i - Fan control (sheet 026a)
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Frame 2×R8i - Control unit 1 / RO (sheet 040a)
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Frame 2×R8i - Control unit 1 / DI (sheet 040b)
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Frame 2×R8i - Control unit 1 / AI, AO, DIO (sheet 040c)
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Frame 2×R8i - Control unit 1 (sheet 040d)
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Frame 2×R8i - Control panel (sheet 041a)
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Frame 2×R8i - Control unit 2 / RO (sheet 042a)
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Frame 2×R8i - Control unit 2 / DI (sheet 042b)
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Frame 2×R8i - Control unit 2 / AI, AO, DIO (sheet 042c)
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Frame 2×R8i - Control unit 2 (sheet 042d)
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Frame 2×R8i - Option modules (sheet 043a)
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Further information
—

Product and service inquiries
Address any inquiries about the product to your local ABB representative, quoting the type
designation and serial number of the unit in question. A listingof ABBsales, support and service
contacts can be found by navigating to www.abb.com/searchchannels.

Product training
For information on ABB product training, navigate to new.abb.com/service/training.

Providing feedback on ABB manuals
Your comments on our manuals are welcome. Navigate to
new.abb.com/drives/manuals-feedback-form.

Document library on the Internet
You can find manuals and other product documents in PDF format on the Internet at
www.abb.com/drives/documents.
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