'ﬁ(?ﬁ &P?R@V&L QE 'HE? E@&YE
N MJE}%%ESQS@@E

This is te certify that the pmdnct befew is fonn{i tobein comphance w:th the apphcabie requxrements
: o of the RINA type approval svstem . L :

| Description  Modutar Contactors and auxi

pre PN .-Centactnrs Se es
SIS S TR Amﬂhary contacts Series 22.3 and

| Applicant - 'FINBER
i ViaDrubiaglio :
10040 Almese (TO)
e e iyl
-} Manufucturer -FINI)ER SpA
T © ViaDrubiaglic 14
- 10049 Aimese(f 0}
_'_Its;hf' '

o Temng Sz‘aﬂdard EN 61095 2099'- EN 63947-’

- Issued in Geneva, 0ct0ber29 2015, °ﬁ"¢é_iéis valid unt.il'{'-'i}_gtéber 29, 292(} .

M’Lﬂ{ 0 f@fQ
e mm &ew;ceaﬁpx&

‘Va!ém @omrzm

1/3
Genova, October 29, 2015

RINA Services S.pA.
Yia Corsica, 12~ 16128 Genova

A,




" .. Insulation class of coil: F,

- T}pc of associated protective devi

TYPE APPROVAL CERTIFICATE
ELE358815CS002

Product description

Modular contactors Series: 22 32 RN XXZ&.);XXB aud 22.34.0 KXK XXX!}
and aumimr? mntacts Senes 022 33 and 022. 35

Technleal data

‘Number of poles; 2 4"
" -Rated operational voltage (Ue). :
Ratud insulation vo]tdge{br) 250’-44!}\!' Pl
" Rated impulse withstand voltage (Uimp); 2.5k V {
' Ccmenhonai free air thermal current (Ith): ”S'
Ratr::d oper dt)ondi CHITents (Ie} I{)A, A

" Rated frequency: 50 Hz. :
 Utilization category: AC-Ta, AC-?’b '

_Rdt_‘cd__dunes continuous dutv .

contacts N, V (for contacts N.O.).

" ’Rated conditional shor- mrcmt cun*cn FRALT W

"Immnak serew tr.rmmais

. ‘Kind of current: a.c.;’d.c. ' : : T
'Ratcd cantml cxrcu:nohﬁg,u (Uc) 6, &, 12 ”4 43 6{} I}G-]?S;'#ﬂﬁ Vacide: 230-240 Vac; 220 Vde, -

22 '52 (} HXXKXXO-2 poies

e R
440V RIATAC-TA)
“440V CIRA {ACSTh)
40V A0A (AC—’ZG')
CACotkReS - : i Contaets material o hlectr;cal POBOr o!‘ c\c!es
ND, ) P TAgN B ) 4o 70000
N L ) R 30.600
NONC ApSn(R2 30.000°
MNONG, 5 AgNi & AgSn02 - AC-7b C T 3RB00
N.O/MNCH - AgSn02: g AC-Tc S 30,000
223403 .XXX0 - 4 poles - = i .
40V Mg e LB DRATACTa)
440V L T i A {ACThY
200V R 10A (AC-Tc)
Contacts Contacts material Elecirical number of eveles
N.C. ApNi AC-Ta 150.000
N.C. : 100000
NOUNG, AgSnQ2 30.000
N.O/NLC. AgNi & Aghn(2 AC-7b 30.000
MNOINC, ApSn02 ) AC-Te 30.000
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Auxiliary contacts type 822,33/ 922 3‘5

: Techmcai data

Rated m.quencv S0 H.{
- Number of poles: 1, 2
- Rated opt:mh{mal \'Ofmge (Ue) S
' Rated insulation voltage (Ui): 230-400Y. .
- Rated nnpu}sc wﬂhstané voltage (U:mp) 2 5 kv
S Rated upt:mtmnal ‘currents (fe).
: '_'Convenuonal free air thermal wrrf:at (Ith) (uA'”
-2 Utilization category: AC‘-iS '
““Terminals: serew tenminals. _
;" Electrical number of cycles: 30. 00(}
' __Ctmtact matmals AaNz --

o f_:gzz’_j';;_;‘__'('ziN.{_)ﬁ.' é_&_mta;:ts') :
e e )
AT

322.35 {me . 1N.C. contacts)
"30_" T A

-i}acumems

S IMQ Appmvai Cﬁz‘ﬂf'{:dtﬁ kil CAOZ 04340 {29, 0‘?.’76)¥{3)

- IMQ Approval Certificate n®.CA02:04341 (29.09.2010
IMQ Test Report n%02AK00008" {23/06/2010)
1MQ Test Reportn® Q"LKOB%” {02/09/2010)

" FINDER Test Report n®Moed. L0910 Rev. 02 (06/10/2010)

Remarks

Use and msmllau onto be, in :iCCQI‘([dI!LL mth manutatmrcr mstrucimns

Contactoz's Series 22.32 and 22.34 are smtabiu fm- instalhhon in accommodmmn m‘caq'."'
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